
—  Do not store or use gasoline or other flammable vapors and liquids in the vicinity of this or any other 
appliance. 

—  WHAT TO DO IF YOU SMELL GAS 

• Do not try to light any appliance. 
• Do not touch any electrical switch; do not use any phone in your building. 
• Immediately call your gas supplier from a neighbor’s phone.  Follow the gas supplier’s instrucƟons. 
• If you cannot reach your gas supplier, call the fire department. 

—  InstallaƟon and service must be performed by a licensed professional. 

This enƟre manual must be leŌ for the consumer.  The consumer must read and  
refer to this manual for proper operaƟon and to maintain the water heater. 

J‐SN180F 
J‐SP180F 
J‐SN199F 
J‐SP199F 

Direct Vent Tankless Water Heater 
InstallaƟon and OperaƟon Manual 

ANS Z21.10.3  ● CSA 4.3 

If the informaƟon in these instrucƟons is not followed exactly, a fire or explosion 
may result causing property damage, personal injury or death. 

     WARNING 

Read this Manual 

This manual provides informaƟon on the installaƟon, operaƟon, and maintenance of the water heater.  For proper 
operaƟon and safety, it is important to follow the instrucƟons and adhere to the safety precauƟons.   

InstrucƟons on proper installaƟon and regular maintenance of the water heater should be followed to properly 
operate the water heater and to maintain the warranty. 

Read all of the instrucƟons thoroughly before installing or operaƟng this water heater. 

Signature Tankless Water Heaters 
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  Safety Behaviors and PracƟces for the Consumer and Installer 

• To protect yourself from harm, before performing 
maintenance: 
◊ Turn off the electrical power supply by 

unplugging the power cord or by turning off the 
electricity at the circuit breaker.  (The 
temperature controller does not control the 
electrical power.) 

◊ Turn off the gas at the manual gas valve, 
usually located immediately below the water 
heater. 

◊ Turn off the incoming water supply.  This can 
be done at the isolaƟon valve immediately 
below the water heater or by turning off the 
water supply to the building. 

• Before operaƟng, smell all around the appliance 
area for gas.   Be sure to smell next to the floor 
because some gas is heavier than air and will seƩle 
on the floor. 

• Use only your hand to push in or turn the gas 
control knob.  Never use tools.  If the knob will not 
push in or turn by hand, do not try to repair it; call 
a licensed professional.  Force or aƩempted repair 
may result in a fire or explosion. 

• Keep the area around the appliance clear and free 
from combusƟble materials, gasoline, and other 
flammable vapors and liquids. 

• Any alteraƟon to the appliance or its controls can 
be dangerous and will void the warranty. 

• Always check the water temperature before 
entering a shower or bath. 

• Do not use this appliance if any part has been 
under water.  Immediately call a licensed 
professional to inspect the appliance and to replace 
any part of the control system and any gas control 
which has been under water. 

• Do not use subsƟtute materials.  Use only parts 
cerƟfied with the appliance. 

• CombusƟble construcƟon refers to adjacent walls 
and ceiling and should not be confused with 
combusƟble or flammable products and materials.  
CombusƟble and/or flammable products and 
materials should never be stored in the vicinity of 
this or any gas appliance. 

• Do not adjust the DIP switch unless specifically 
instructed to do so. 

• Should overheaƟng occur or the gas supply fail to 
shut off, turn off the manual gas control valve to 
the appliance. 

• Do not use an extension cord or an adapter plug 
with this appliance. 

     WARNING 

     CAUTION 
• BURN HAZARD.  Hot exhaust and vent may cause 

serious burns.  Keep back from water heater unit.  
Keep small children and animals away from unit. 

• Hot water outlet pipes leaving the unit can be hot 
to touch.  In residenƟal applicaƟons, insulaƟon 
must be used for hot water pipes below 36” due to 
burn risk to children. 

California law requires this noƟce to be provided: 

California ProposiƟon 65 lists chemical substances known to the state to cause cancer, birth defects, death, 
serious illness or other reproducƟve harm.  This product may contain such substances, be their origin from fuel 
combusƟon (gas, oil) or components of the product itself. 
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A licensed professional should install the appliance, 
inspect it, and leak test it before use.  The warranty 
will be voided due to improper installaƟon. 

The installer should have skills such as: 
• gas sizing 
• connecƟng gas lines, water lines, valves, 

electricity,  
• knowledge of applicable naƟonal, state, and 

local codes. 
• installing venƟng through a wall or roof 
If you lack these skills contact a licensed professional. 

InstallaƟon InstrucƟons 

InstallaƟon Steps 
  Prepare for InstallaƟon ...................................... 5 
  Determine InstallaƟon LocaƟon ........................ 6 
  Checklist to Determine InstallaƟon LocaƟon ... 11 
  Mount to Wall .................................................. 11 
  Remove the Front Panel .................................. 11 
  InstallaƟon of VenƟng ...................................... 12 
  InstallaƟon of Condensate Trap ....................... 14 
  Checklist for VenƟng and Condensate ............. 14 
  InstallaƟon of Plumbing ................................... 15 
  Checklist for Plumbing ..................................... 17 
  InstallaƟon of Gas Supply ................................ 17 
  Connect Electricity ........................................... 19 
  Adjust for High AlƟtude ................................... 19 
  Checklist for Gas and Electricity ....................... 19 
  InstallaƟon of Temperature Controller ............ 20 
  Final Checklist .................................................. 21 

General InstrucƟons Installer QualificaƟons 
DO NOT 

• Do not install the appliance outdoors. 

• Do not install the appliance in an area where water 
leakage of the unit or connecƟons will result in 
damage to the area adjacent to the appliance or to 
lower floors of the structure.  When such locaƟons 
cannot be avoided, it is recommended that a 
suitable drain pan, adequately drained, be installed 
under the appliance.  The pan must not restrict 
combusƟon air flow. 

• Do not obstruct the flow of combusƟon and 
venƟlaƟon air.  CombusƟon air shall not be 
supplied from occupied spaces. 

• Do not use this appliance in an applicaƟon such as 
a pool or spa heater that uses chemically treated 
water .  (This appliance is suitable for filling large or 
whirlpool spa tubs with potable water.) 

• Do not use subsƟtute parts that are not authorized 
for this appliance. 

MUST DO 

• The installaƟon must conform with local codes or, 
in the absence of local codes, with the NaƟonal 
Fuel Gas Code, ANSI Z223.1/NFPA 54.  If installed in 
a manufactured home, the installaƟon must 
conform with the Manufactured Home 
ConstrucƟon and Safety Standard, Title 24 CFR, 
Part 3280. 

• The appliance, when installed, must be electrically 
grounded in accordance with local codes or, in the 
absence of local codes, with the NaƟonal Electrical 
Code, ANSI/NFPA 70. 

• The appliance and its appliance main gas valve 
must be disconnected from the gas supply piping 
system during any pressure tesƟng of that system 
at test pressures in excess of 1/2 psi (3.5 kPa) 
(13.84 in W.C.). 

• The appliance must be isolated from the gas supply 
piping system by closing its individual manual 
shutoff valve during any pressure tesƟng of the gas 
supply piping system at test pressures equal to or 
less than 1/2 psi (3.5 kPa) (13.84 in W.C.). 

Type of InstallaƟon 
• For installaƟon in residenƟal and commercial 

applicaƟons.   

• CerƟfied for installaƟon in manufactured (mobile) 
homes. 
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Prepare for InstallaƟon 

Parts included 

Tools needed 

Materials needed 

• You must follow the installaƟon instrucƟons and 
those in Care and Maintenance for adequate 
combusƟon air intake and exhaust. 

INFORMATION 

• If a water heater is installed in a closed water 
supply system, such as one having a backflow 
preventer in the cold water supply line, means 
shall be provided to control thermal expansion. 
Contact the water supplier or local plumbing 
inspector on how to control thermal expansion. 

• Should overheaƟng occur or the gas supply fail to 
shut off, turn off the manual gas control valve to 
the appliance. 

• Keep the air intake locaƟon free of chemicals such 
as chlorine or bleach that produce fumes.  These 
fumes can damage components and reduce the life 
of your appliance. 

• Tankless water heater 

• Pipe wrenches (2) 

• Adjustable pliers 

• Screwdrivers (2) 

• Wire cuƩers 

• Gloves 

• Safety glasses 

Tools that might be needed 
• Hammer drill with 

concrete bits 

• Saw 

• Threading machine with 
heads and oiler 

• Core drill with diamond 
head 

• Torch set 

• Copper tubing cuƩer 

• Steel pipe cuƩer 

Materials that may be needed 

• Soap soluƟon 

• Approved venƟng 

• Teflon tape 
(recommended) or pipe 
compound 

• Heat tape 

• Pipe insulaƟon 

• Electrical wire and 
conduit per local code 

• Air inlet screen 

• Concrete wall anchors 

• OpƟonal pipe cover  

• OpƟonal temperature 
controller 

• 5/8” ID PVC flexible 
tubing 

• 2 conductor 22 AWG 
wire for controller 

• Single gang electrical 
box 

• Wire nuts 

• Unions and drain valves 
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ConsideraƟon of care for your water heater should  
include evaluaƟon of water quality.   

Water that contains chemicals exceeding the levels 
below affect and damage the heat exchanger.  
Replacement of the heat exchanger due to water 
quality damage is not covered by the warranty. 

  Maximum Level 

Total Hardness  Up to 200 mg / L 

Aluminum *  Up to 0.2 mg / L 

Chlorides *  Up to 250 mg / L 

Copper *  Up to 1.0 mg / L 

Iron *  Up to 0.3 mg / L 

Manganese *  Up to 0.05 mg / L 

pH *  6.5 to 8.5 

TDS (Total Dissolved 
Solids) * 

Up to 500 mg / L 

Zinc *  Up to 5 mg / L 

Determine InstallaƟon LocaƟon 
Environment 
Air surrounding the water heater, venƟng, and vent 
terminaƟon(s) is used for combusƟon and must be 
free of any compounds that cause corrosion of 
internal components.  These include corrosive 
compounds that are found in aerosol sprays, 
detergents, bleaches, cleaning solvents, oil based 
paints/ varnishes, and refrigerants.  The air in beauty 
shops, dry cleaning stores, photo processing labs, and 
storage areas for pool supplies oŌen contains these 
compounds.  Therefore it is recommended that 
outdoor models be used for these locaƟons where 
possible. 

The water heater, venƟng, and vent terminaƟon(s)  
should not be installed in any areas where the air may 
contain these corrosive compounds.  If it is necessary 
for a water heater to be located in areas which may 
contain corrosive compounds, the following 
instrucƟons are strongly recommended. 

IMPORTANT CONSIDERATIONS FOR: 

  Indoor/Internal Water Heaters 
• DO NOT Install in areas where air for combusƟon 

can be contaminated with chemicals. 
• Before installaƟon, consider where air has the 

ability to travel within the building to the water 
heater. 

• Where possible, install the water heater in a 
sealed closet so that it is protected from the 
potenƟal of contaminated indoor air. 

• Chemicals that are corrosive in nature should not 
be stored or used near the water heater. 

  Outdoor/External Water Heaters and Vent 
TerminaƟons of Indoor/Internal Water Heaters 
• Install the water heater as far away as possible 

from exhaust vent hoods. 
• Install as far away as possible from air inlet 

vents.  Corrosive fumes may be released through 
these vents when air is not being brought in 
through them. 

• Chemicals that are corrosive in nature should not 
be stored or used near the water heater or vent 
terminaƟon. 

Damage and repair due to corrosive compounds in 
the air is not covered by warranty. 

Water Quality 

* Source: Part 143 NaƟonal Secondary Drinking Water 
RegulaƟons 

If you live in an area that is known to have hard water 
or that causes scale build‐up you must treat your 
water and/or flush the heat exchanger regularly. 

When scale build‐up in the heat exchanger begins to 
affect the performance of the water heater, a 
diagnosƟc code “LC” will display.  Flush the heat 
exchanger to prevent damage to it.  Scale build up is 
caused by hard water set at a high temperature.   

You must ensure that clearances will be met and that 
the vent length will be within required limits.  
Consider the installaƟon environment, water quality, 
and need for freeze protecƟon.  Requirements for the 
gas line, water lines, electrical connecƟon, and 
condensate disposal can be found in their respecƟve 
installaƟon secƟons of this manual. 
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Vent TerminaƟon Clearances 

    INSIDE
CORNER DETAIL

FIXED
CLOSED

OPERABLE

FIXED
CLOSED

OPERABLE

B

B

B
A

J

B
M

C

F

B

B

E

D

L

G

A

H

K

I

[1]  A vent shall not terminate directly above a sidewalk or paved driveway 
that is located between two single family dwellings and serves both 
dwellings. 

[2]  PermiƩed only if veranda, porch, deck, or balcony is fully open on a 
minimum of two sides beneath the floor. 

∗ For clearances not specified in ANSI Z223.1/NFPA 54, clearances are in 
accordance with local installaƟon codes and the requirements of the gas 
supplier. 

  Clearance to opposite wall is 24 inches (60 cm). 

X
V

AIR SUPPLY INLET 

VENT TERMINAL 

AREA WHERE TERMINAL 
IS NOT PERMITTTED 

Ref  DescripƟon  US InstallaƟons 

A  Clearance above grade (including anƟcipated snow line), veranda, 
porch, deck, or balcony  12 inches (30 cm) 

B  Clearance to window or door that may be opened  12 inches (30 cm) 

C  Clearance to permanently closed window  * 

D 
VerƟcal clearance to venƟlated soffit, located above the terminal within 
a horizontal distance of 2 feet (61 cm) from the center line of the 
terminal 

* 

E  Clearance to unvenƟlated soffit  * 

F  Clearance to outside corner  * 

G  Clearance to inside corner  * 

H  Clearance to each side of center line extended above meter/regulator 
assembly  * 

I  Clearance to service regulator vent outlet  * 

J  Clearance to nonmechanical air supply inlet to building or the 
combusƟon air inlet to any other appliance  12 inches (30 cm) 

K  Clearance to a mechanical air supply inlet  3 feet (91 cm) above if within 10 
feet (3 m) horizontally 

L  Clearance above paved sidewalk or paved driveway located on public 
property  * 

M  Clearance under veranda, porch, deck, or balcony   * 

You must install a vent terminaƟon to bring in combusƟon air and expel exhaust. 

SNOW

TERMINATION

Clearance in
Ref. A also
applies to
anticipated
snow line
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24"

V

Check on whether local codes supersede these clearances. 

• Avoid terminaƟon locaƟons near a dryer vent. 

• Avoid terminaƟon locaƟons near commercial cooking exhaust. 

• You must install a vent terminaƟon at least 12 inches from the ground 

60"

V

V

(1.52 m) between  
terminals at 
different levels 

12"

12"

36"

INSIDE
CORNER

V V

(0.91 m) to venƟlated or 
unvenƟlated soffit or eve 
vent; or to a deck or porch 

(0.30 m ) to an 
inside corner 

(0.30 m) between  
terminals at same 
level 

(0.61 m) to wall or parapet 

 

(0.30 m) between  
terminals at same 
level 

12"

V V

(1.52 m) verƟcally 
between terminals 

V

60"

V

AddiƟonal Clearances 
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Unit Clearances 

  to CombusƟbles 
inches (mm)   

to Non‐
CombusƟbles 
inches (mm)     

Top of Heater  6 * (152)  2 *(51) 

Back of Heater  0 (zero)  0 (zero) 

Front of Heater  6 (152)  6 (152) 

Sides of Heater  2 (51)  1/2 (13) 

Ground/BoƩom  12 (305)  12 (305) 

Vent  0 (zero)  0 (zero) 

* 0 inches from vent components and condensate 
drain line. 

The clearance for servicing is 24 inches in front of the 
water heater. 

For closet installaƟon, clearance is 6 inches (152 mm 
from the front.   

Maximum Vent Length 
1.  Determine the number of 90 degree elbows in 

the vent system.  (Two 45 degree elbows count as 
one 90 degree elbow.) 

2.  Refer to the table to find the maximum vent 
length based on the number of elbows. 

3.  Adjust switch No. 1 in the SW1 DIP switch if 
required by the applicable note.  

1 If the length is greater than 21 Ō (6.4 m) then 
move switch No. 1 (SW1) to OFF. 

2 If the length is greater than 15 Ō (4.6 m) then 
move switch No. 1 (SW1) to OFF. 

3 If the length is greater than 9 Ō (2.7 m) then move 
switch No. 1 (SW1) to OFF. 

4 Move switch No. 1 (SW1) to OFF. 

Example:  If you have one elbow then your maximum 
vent length is 35 feet (10.7 m).  If your 
actual length is greater than 15 Ō (4.6 m) 
then move switch no. 1 (SW1) to OFF. 

Number of 
90° Elbows 

Maximum vent length 

0  41 Ō (12.5 m) 1 

1  35 Ō (10.7 m) 2 

2  29 Ō (8.8 m) 3 

3  23 Ō (7.0 m) 4 

4  17 Ō (5.2 m) 4 

5  11 Ō (3.4 m) 4 

6  5 Ō (1.5 m) 4 

If you have a longer vent length (see above), switch 
No. 1 is required to be in the  OFF posiƟon.  This 
ensures the water heater will run properly.  Blocked 
flue diagnosƟc codes and shutdowns may result if 
switch No. 1 is not in the correct posiƟon.  On the        
J‐SN199F and J‐SP199F, the maximum water flow 
capacity will be reduced by about 10% when switch 
no. 1 is OFF.  

NOTICE 

to side

to front

to top

to floor/ground
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Freeze ProtecƟon 
Make sure that in case of freezing weather that the 
water heater and its water lines are protected to 
prevent freezing.  Damage due to freezing is not 
covered by the warranty. 

Loss of freeze protecƟon may result in water damage 
from a burst heat exchanger or water lines.   

With electrical power supplied, the water heater will 
not freeze when the outside air temperature is as cold 
as –22°F (‐30°C) for indoor models or is as cold as –4°
F (‐20°C) for outdoor models, when protected from 
direct wind exposure.  Because of the “wind‐chill” 
effect, any wind or circulaƟon of the air on the unit 
will reduce its ability to freeze protect. 

The unit may be drained manually.  However, it is 
highly recommended that: 

• drain down solenoid valves are installed that will 
automaƟcally drain the unit if power is lost.   
These are available in a kit, J‐A105. 

• a surge protector with terminals is installed which 
allows the solenoid valves to operate if the unit is 
disabled due to a diagnosƟc code.  This is 
available as J‐A106. 

In addiƟon, the solenoid valves should be connected 
electrically to a surge protector with terminals.  This 
allows the solenoid valves to operate if the water 
heater is disabled due to a diagnosƟc code.   

The freeze protecƟon features will not prevent the 
external piping from freezing.  It is recommended that 
hot and cold water pipes are insulated.  Pipe cover 
enclosures may be packed with insulaƟon for added 
freeze protecƟon. 

In the event of a power failure at temperatures below 
freezing the water heater should be drained of all 
water to prevent freezing damage. 
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Mount to Wall 

wall installaƟon 
brackets 

1.  IdenƟfy the installaƟon locaƟon and confirm that 
the installaƟon will meet all required clearances. 

2.  Securely aƩach the water heater to the wall 
using any of the holes in the wall installaƟon 
brackets which are at the top and boƩom of the 
water heater.  Ensure that the aƩachment 
strength is sufficient to support the weight.   
Refer to the weight of the water heater in the 
SpecificaƟons secƟon. 

NOTE: The water heater should be installed in an 
upright posiƟon.  Do not install upside down or on its 
side. 

Checklist to Determine InstallaƟon 
LocaƟon 

□ The water heater is not exposed to corrosive 
compounds in the air. 

□ The water heater locaƟon complies with the 
clearances. 

□ The planned venƟng will not exceed the 
maximum length for the number of elbows used.   

□ The planned venƟng terminaƟon/air intake 
locaƟon meets the clearances. 

□ The water supply does not contain chemicals or 
exceed total hardness that will damage the heat 
exchanger. 

□  A standard 3 prong 120 VAC, 60 Hz properly 
grounded wall outlet or other 120 VAC, 60 Hz 
source is available. 

□ Verify that switch No. 1 in the SW1 DIP switch has 
been adjusted for vent length if necessary.  Refer 
to the secƟon on Maximum Vent Length. 

□ The installaƟon must conform with local codes or, 
in the absence of local codes, with the NaƟonal 
Fuel Gas Code, ANSI Z223.1/NFPA 54.  If installed 
in a manufactured home, the installaƟon must 
conform with the Manufactured Home 
ConstrucƟon and Safety Standard, Title 24 CFR, 
Part 3280.  Remove the Front Panel 

1.  Press the top and boƩom of each side cover and 
pull the side cover away from the product. 

2.  Remove the 4 screws aƩaching the panel to the 
water heater. 
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Manufacturer  Product  Telephone  Fax  Contact 

Ubbink  Rolux Vent System   888‐835‐9320  678‐829‐1666  www.jacuzzi.com/tankless 

Heat‐Fab  Saf‐T Vent SC system 

Metal‐Fab  Corr/Guard Vent/Air Intake 
System 

800‐772‐0739 

800‐835‐2830 

413‐863‐4803 

316‐943‐2717 

custsvc@heat‐fab.com, 
www.heaƞab.com 

info@mtlfab.com, 
www.metal‐fabinc.com 

Listed and Tested Vent Products for J‐SN180F, J‐SP180F, J‐SN199F, J‐SP199F 

InstallaƟon of VenƟng 
Install the correct venƟng for your model according to the venƟng manufacturer’s instrucƟons and the guide‐
lines below. 

  VenƟng Guidelines                                   
DO NOT 
• Do not combine vent components from different 

manufacturers. 
• Vent diameter must not be reduced. 
• Do not connect the venƟng system with an 

exisƟng vent or chimney. 
• Do not common vent with the vent pipe of any 

other water heater or appliance. 
MUST DO 
• This water heater is a direct vent water heater and 

therefore is cerƟfied and listed with the vent 
system.  You must use vent components that are 
cerƟfied and listed with the water heater model. 

• The vent system must vent directly to the outside 
of the building and use outside air for combusƟon. 

• Avoid dips or sags in horizontal vent runs by 
installing supports per the vent manufacturer’s 
instrucƟons. 

• Support horizontal vent runs every four feet and 
all verƟcal vent runs every six feet or in 
accordance with local codes. 

• VenƟng should be as direct as possible with a 
minimum number of pipe fiƫngs. 

• Vent connecƟons must be firmly pressed together 
so that the gaskets form an air Ɵght seal. 

• The vent piece connected to the water heater 
must be secured with one self‐tapping screw. 

INFORMATION 
• Refer to the instrucƟons of the vent system 

manufacturer for component assembly 
instrucƟons. 

• If the vent system is to be enclosed, it is suggested 
that the design of the enclosure shall permit 
inspecƟon of the vent system.  The design of such 
enclosure shall be deemed acceptable by the 
installer or the local inspector. 

NOTICE 
If it becomes necessary to access an enclosed vent 
system for service or repairs, Jacuzzi is not 
responsible for any costs or difficulƟes in accessing 
the vent system.  The warranty does not cover 
obtaining access to a vent system in an enclosed 
environment. 
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Flue InstallaƟon  

Condensate 
Trap 

VerƟcal TerminaƟon  

(condensate collector must be used in all installaƟons) 

3 in (75 mm) 
minimum 

3 in (75 mm) 
minimum 

Horizontal TerminaƟon using the 
Condensate Collector 

3 in (75 mm) 
minimum 

Condensate 
Trap 

To adjust the condensate collector posiƟon or to 
replace the female vent top with a male vent top: 
1.  Loosen the 4 screws at the rear bracket  
2.  Slide the bracket away from the female vent top. 
3.  Remove the 4 screws aƩaching the female vent top 

to the water heater. 
4.  LiŌ up the female vent top and reposiƟon as desired 

(or replace with a male vent top). 
5.  Install the 4 screws at the vent top and Ɵghten the 4 

screws at the bracket. 

Secure the first vent component to the water heater 
with one self‐tapping screw at the hole located above 
the condensate collector. 

Bracket 
Condensate Collector 

Securing Screw 

Horizontal TerminaƟon without using the Condensate Collector 

Maximum Height * 
5 feet (1.52 m)  Regions of cold climate will create more 

condensate in the vent system.  The 
condensate collector should be used in 
cold climates. 

If more than one elbow is used in the 
verƟcal secƟon the condensate collector 
must be used. 

* The condensate collector must be used in 
horizontal terminaƟons if a verƟcal rise in 
the vent system exceeds 5Ō. 

If the condensate collector is not used, the drain pipe must 
be capped to prevent exhaust gases and condensate from 
entering the building.  The cap is supplied on the appliance. 

     WARNING 

Install the venƟng terminaƟon according to the diagrams and instrucƟons below. 
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InstallaƟon of Condensate Trap 
Condensate formaƟon can occur in high efficiency 
direct vent appliances.  Without proper drainage 
condensate will damage the heat exchanger.   

To prevent condensate damage follow these 
instrucƟons. 

DO NOT 

• Do not allow condensate to enter the water 
heater. 

• Do not use PVC, CPVC, ABS or galvanized material 
to vent this appliance. 

• Do not connect the condensate drain pipe directly 
to the rain sewer. 

• Do not connect the condensate drain line with an 
air condiƟoning evaporator coil drain. 

MUST DO 

• Use only vent that is approved and idenƟfied as 
acceptable for your parƟcular model. 

• For verƟcal terminaƟons, install a condensate drain 
and trap as close as possible to the appliance. 

• Slope the venƟng toward the appliance according 
to the vent manufacturers installaƟon instrucƟons. 

• All condensate must drain and be disposed of 
according to local codes. 

• Use only PVC or CPVC pipe for the condensate 
drain line.   

• The condensate drain pipe (along its enƟre length) 
must be at least the same diameter as the drain 
line, (3/8 inch NPT). 

• The end of the condensate drain pipe should be 
open to the atmosphere.  The end should not be 
under water or other substances. 

• To minimize freezing of the condensate, run the 
condensate drain line through an interior wall or 
between insulaƟon and an interior wall. 

• The condensate collector should be used for all 
hydronic heaƟng applicaƟons. 

Checklist for VenƟng and 
Condensate 

□ Verify proper clearances around the vents and air 
intakes. 

□ Ensure you have used the correct venƟng 
products for the model installed and that you 
have completely followed the venƟng 
manufacturer’s installaƟon instrucƟons and these 
installaƟon instrucƟons. 

□ Verify that the vent pipe has a downward slope or 
grade to the outside of 1/4 inch per foot (1.2°)  
OR if the vent pipe is sloped toward the water 
heater (as some local codes require), that a 
condensate collector is installed to allow 
condensaƟon to drain away from the water 
heater to a proper drain source. 

□ Verify that condensate will not be allowed to 
drain back into the water heater. 

□ Verify that the vent system does not exceed the 
maximum length for the number of elbows used.  

INFORMATION 

• Signature water heaters have an integrated 
condensate collector. 

• A condensate trap is available, J‐SV016.   

• Regions of cold climate will create more 
condensate in the vent system.  The condensate 
collector should be used in cold climates. 

• The condensate drain pipe should be as short as 
possible and have a downward pitch. 



 

  J‐S180F/J‐S199F  15 

InstallaƟon of Plumbing 

A manual water control valve must be placed in the 
water inlet connecƟon to the water heater before it is 
connected to the water line.  Unions may be used on 
both the hot and cold water lines for future servicing 
and disconnecƟon of the unit. 

DO NOT 
• Do not introduce toxic chemicals such as those 

used for boiler water treatment to the potable 
water used for space heaƟng. 

MUST DO 
• The piping (including soldering materials) and 

components connected to this appliance must be 
approved for use in potable water systems. 

• Purge the water line to remove all debris and air.  
Debris will damage the water heater. 

• If the appliance will be used as a potable water 
source, it must not be connected to a system that 
was previously used with a nonpotable water 
heaƟng appliance. 

• Ensure that the water filter on the water heater is 
clean and installed. 

Piping Requirements 

Pressure Relief Valve Requirements 
Install a pressure relief valve according to these 
instrucƟons. 

An approved pressure relief valve is required by the 
American NaƟonal Standard (ANSI Z21.10.3) for all 
water heaƟng systems, and shall be accessible for 
servicing. 

DO NOT 

• Do not plug the relief valve and do not install any 
reducing fiƫngs or other restricƟons in the relief 
line.  The relief line should allow for complete 
drainage of the valve and the line. 

• Do not place any other type valve or shut off 
device between the relief valve and the water 
heater. 

MUST DO 

• The relief valve must comply with the standard for 
Relief Valves and AutomaƟc Gas Shutoff Devices for 
Hot Water Supply Systems ANSI Z21.22 and /or the 
standard Temperature, Pressure, Temperature and 
Pressure Relief Valves and Vacuum Relief Valves, 
CAN1‐4.4.   

• The relief valve must be rated up to 150 psi and to 
at least the maximum BTU/hr of the appliance. 

• The discharge from the pressure relief valve should 
be piped to the ground or into a drain system to 
prevent exposure or possible burn hazards to 
humans or other plant or animal life.  Follow local 
codes.  Water discharged from the relief valve 
could cause severe burns instantly, scalds, or 
death. 

• The pressure relief valve must be manually 
operated once a year to check for correct 
operaƟon. 

• The relief valve should be added to the hot water 
outlet line and near the hot water outlet according 
to the manufacturer’s instrucƟons.   DO NOT place 
any other type valve or shut off device between 
the relief valve and the water heater. 

INFORMATION 

• If a relief valve discharges periodically, this may be 
due to thermal expansion in a closed water supply 
system.  Contact the water supplier or local 
plumbing inspector on how to correct this 
situaƟon.  Do not plug the relief valve. 

• The American NaƟonal Standard (ANSI Z21.10.3) 
does not require a combinaƟon temperature and 
pressure relief valve for this appliance.  However, 
local codes may require a combinaƟon 
temperature and pressure relief valve. 

IsolaƟon Valves 
Jacuzzi recommends installaƟon of isolaƟon valves on 
the cold and hot water lines.  IsolaƟon valves provide 
the ability to isolate the water heater from the 
structure’s plumbing and allow quick access to flush 
the heat exchanger.   
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Piping Diagram for Basic InstallaƟon 

Gas Supply

3/4" Cold Water Supply Line3/4" Hot Water Supply Line

Rinnai
Water Heater

Rinnai
Equipment List

Rinnai
Water Heaters

RIK-KIT (Optional)
(3/4" Fittings Include:
2 Unions, 2 Ball Valves,
2 Drain Valves and
1 Pressure Relief Valve.)

QTY

1

1

3/4" Gas Connection

For Building Fixtures

Pressure Relief Valve

3/4" Ball Valve

3/4" Union

Check Valve

S

Pressure Regulator

Circulating Pump

Solenoid Valve

Boiler Drain Valve

KEY This is not an engineered drawing.  It is intended only as a guide and not
as a replacement for professionally engineered project drawings. This
drawing is not intended to describe a complete system.  It is up to the
contractor/engineer to determine the necessary components and
configuration of the particular system being installed. This drawing does
not imply compliance with local building code requirements.  It is the
responsibility of the contractor/engineer to ensure installation is in
accordance with all local building codes.  Confer with local building
officials before installation.
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InstallaƟon of Gas Supply 

MUST DO 

• A manual gas control valve must be placed in the 
gas supply line to the water heater.  A union can be 
used on the connecƟon above the shut off valve 
for the future servicing or disconnecƟon of the 
unit. 

• Check the type of gas and the gas inlet pressure 
before connecƟng the water heater.  If the water 
heater is not of the gas type that the building is 
supplied with, DO NOT connect the water heater.  
Contact the dealer for the proper unit to match the 
gas type. 

• Check the gas supply pressure immediately 
upstream at a locaƟon provided by the gas 
company.  Supplied gas pressure must be within 
the limits shown in the SpecificaƟons secƟon with 
all gas appliances operaƟng. 

• Before placing the appliance in operaƟon all joints 
including the heater must be checked for gas 
Ɵghtness by means of leak detector soluƟon, soap 
and water, or an equivalent nonflammable 
soluƟon, as applicable.  (Since some leak test 
soluƟons, including soap and water, may cause 
corrosion or stress cracking, the piping shall be 
rinsed with water aŌer tesƟng, unless it has been 
determined that the leak test soluƟon is non‐
corrosive.) 

• Use approved connectors to connect the unit to 
the gas line.  Purge the gas line of any debris 
before connecƟon to the water heater. 

Connect Water Heater to Water Supply 

Water connecƟons to the tankless water heater 
should follow all state and local plumbing codes. 

If this is a standard installaƟon, refer to the Piping 
Diagram for Basic InstallaƟon. 

1.  Plumb water supply to the tankless water heater 
on the 3/4” MNPT connecƟon at the boƩom of 
the unit marked “Water Inlet”, which is the cold 
water supply. 

2.  Plumb the building hot water supply to the 3/4” 
MSPT connecƟon marked “Water Outlet”, which 
is the hot water supply. 

If a pipe cover will be installed, make sure water lines 
to the water heater fit.  

General InstrucƟons 

Checklist for Plumbing 

□ Ensure that hot and cold water lines are not 
crossed to the unit and are leak free. 

□ Ensure that a pressure relief valve is installed with 
a raƟng that exceeds the BTU input of the water 
heater model.  Refer to the raƟng plate on the 
side of the water heater for BTU input. 

□ Clean the inlet water filter by closing the cold and 
hot water inlet isolaƟon (shut‐off) valves.  Put a 
bucket under the filter at the boƩom of the water 
heater to catch any water that is contained inside 
the unit.  Unscrew the water filter.  Rinse the 
filter to remove any debris.  Install the filter and 
open the isolaƟon valves. 

     WARNING 
1.  If you are not knowledgeable or qualified to 

install gas lines or connecƟons, then contact  a 
licensed professional to install the gas supply. 

2.  Turn off 120v power supply. 

3.  Turn off the gas. 

4.  Gas is flammable.  Do not smoke or provide other 
igniƟon sources while working with gas. 

5.  Do not turn on the water heater or gas unƟl all 
fumes are gone. 
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Size the gas pipe 
The gas supply must be capable of handling the enƟre 
gas load at the locaƟon.  Gas line sizing is based on 
gas type, the pressure drop in the system, the gas 
pressure supplied, and gas line type.  For gas pipe siz‐
ing in the United States, refer to the NaƟonal Fuel Gas 
Code, NFPA 54.   The below informaƟon is provided as 
an example.  The appropriate table from the applica‐
ble code must be used. 

1.  For some tables, you will need to determine the 
cubic feet per hour of gas required by dividing the 
gas input by the heaƟng value of the gas 
(available from the local gas company).  The gas 
input needs to include all gas products at the lo‐
caƟon and the maximum BTU usage at full load 
when all gas products are in use.  

2.  Use the table for your gas type and pipe type to 

find the pipe size required.  The pipe size must be 
able to provide the required cubic feet per hour 
of gas or the required BTU/hour. 

Example:   

The heaƟng value of natural gas for your locaƟon is 
1000 BTU/FT3.  The gas input of the J‐SN199F is 
199,000 BTU/HR.  AddiƟonal appliances at the loca‐
Ɵon require 65,000 BTU/hr.  Therefore the cubic feet 
per hour = (199,000 + 65,000) / 1000 = 264 FT3/HR.  If 
the pipe length is 10 feet then the 3/4 inch pipe size is 
capable of supplying 264 FT3/HR of natural gas. 

Gas Input of all gas products (BTU / HR)  

HeaƟng Value of Gas (BTU / FT 3 ) 

Cubic Feet  
per Hour  = 
(CFH)  

• Any compound used on the threaded joint of the 
gas piping shall be a type which resists the acƟon 
of liquefied petroleum gas (propane / LPG). 

• The gas supply line shall be gas Ɵght, sized, and so 
installed as to provide a supply of gas sufficient to 
meet the maximum demand of the heater and all 
other gas consuming appliances at the locaƟon 
without loss of pressure. 

INFORMATION 

• Refer to an approved pipe sizing chart if in doubt 
about the size of the gas line. 

Length  
Pipe Size (inches) 

3/4  1  1 1/4  1 1/2 

10  273  514  1060  1580 

20  188  353  726  1090 

30  151  284  583  873 

40  129  243  499  747 

50  114  215  442  662 

60  104  195  400  600 

70  95  179  368  552 

80  89  167  343  514 

90  83  157  322  482 

100  79  148  304  455 

Pipe Sizing Table ‐ Natural Gas 

Inlet Pressure:  less than 2 psi (55 inches W.C.) 
Pressure Drop:  0.3 inches W.C. 
Specific Gravity:  0.60 

Schedule 40 Metallic Pipe 

cubic feet per hour 

Length  
Pipe Size (inches) 

1/2  3/4  1  1 1/4 

10  291  608  1150  2350 

20  200  418  787  1620 

30  160  336  632  1300 

40  137  287  541  1110 

50  122  255  480  985 

60  110  231  434  892 

80  101  212  400  821 

100  94  197  372  763 

Pipe Sizing Table ‐ Propane Gas 

Inlet Pressure:  11.0 inches W.C. 
Pressure Drop:  0.5 inches W.C. 
Specific Gravity:  1.50 

Schedule 40 Metallic Pipe 

Capacity in Thousands of BTU per Hour 



 

  J‐S180F/J‐S199F  19 

Connect Electricity 

The water heater requires 120 VAC, 60 Hz power from 
a properly grounded circuit. 

If using the 5 foot long power cord, plug it into a 
standard 3 prong 120 VAC, 60 Hz properly grounded 
wall outlet.   

The wiring diagram is located on the Technical Sheet 
aƩached to the inside of the front cover. 

     WARNING 
Do not use an extension cord or an adapter plug with 
this appliance. 

The water heater must be electrically grounded in 
accordance with local codes and ordinances or, in the 
absence of local codes, in accordance with the 
NaƟonal Electrical Code, ANSI/NFPA No. 70. 

This water heater is equipped with a three‐prong 
(grounding) plug for your protecƟon against shock 
hazard and should be plugged directly into a properly 
grounded three‐prong receptacle.  Do not cut or 
remove the grounding terminal from this plug. 

Checklist for Gas and Electricity 

□ A manual gas control valve is placed in the gas 
line to the water heater. 

□ Check the gas lines and connecƟons for leaks. 

□ Confirm that the gas inlet pressure is within 
limits. 

□ Confirm that the water heater is rated for the gas 
type supplied. 

□ Confirm that the electricity is supplied from 120 
VAC, 60 Hz power source and is in a properly 
grounded circuit. 

□ An extension cord or an adapter plug has not 
been used with the water heater. 

Adjust for High AlƟtude 
On the DIP switch, set  switches 2 and 3 to the values 
shown in table below for your alƟtude.  The default 
seƫng for the appliance is 0‐2000 Ō (0‐610 m) with 
switches No. 2 and No. 3 in the OFF posiƟon. 

When the DIP switch is adjusted, it is not necessary to 
adjust the gas pressure seƫng for high alƟtude. 

AlƟtude  Switch 
No. 2 

Switch 
No. 3 

0‐2000 Ō (0‐610 m)  OFF  OFF 

2001‐5200 Ō (610‐1585 m)  OFF  ON 

5201‐7700 Ō (1585‐2347 m)  ON  OFF 

7701‐10200 Ō (2347‐3109 m)  ON  ON 



 

20  J‐S180F/J‐S199F 

InstallaƟon of Temperature 
Controller 

Controller LocaƟon 

MounƟng the Controller 

Cable Lengths and Sizes 

• The controller should be out of reach of small 
children. 

• Avoid locaƟons where the controller may become 
hot (near the oven or radiant heater). 

• Avoid locaƟons in direct sunlight.  The digital 
display may be difficult to read in direct sunlight. 

• Avoid locaƟons where the temperature controller 
could be splashed with liquids. 

 

Indoor models have their controller built into the 
front panel.  AddiƟonal controllers can be installed. 

The cable for the temperature controller should be a 
non‐polarized two‐core cable with a minimum gauge 
of 22 AWG.  The maximum cable length from each 
controller to the water heater depends on the total 
number of wired controllers connected to the water 
heater.   

Number of Wired 
Controllers 

Maximum Cable Length for each 
Controller to Water Heater 

1  328 Ō (100 m) 

2  164 Ō (50 m) 

3 or 4  65 Ō (20 m) 

Turn the power off.  Do not aƩempt to connect the 
temperature controllers with the power on.  Although 
the controller is a low voltage device, there is 120 volt 
potenƟal next to the temperature controller 
connecƟons inside the unit.   

Do not connect the temperature controller to the 
120VAC terminals provided for the opƟonal solenoid 
drain valves.   

     WARNING 1.  Make three holes in the wall as shown. 

2.  Run the cable between the controller and the 
water heater or the controller and another 
controller. 

3.  Remove the face plate from the temperature 
controller using a screwdriver. 

4.  Connect the cable to the temperature controller. 

5.  Mount the controller to the wall using the holes 
drilled in step 1. 

6.  Disconnect the power from the water heater. 

7.  Remove the plasƟc cover from the PCB and 
electrical connecƟons. 

8.  Thread the cable through the access hole at the 
base of the unit and connect the wires to the 
controller terminals on the right hand side boƩom 
of the PCB. 

9.  Secure the controller cable using the clamp 
provided. 

10. Replace plasƟc cover over PCB and then replace 
the cover of the water heater. 

Outline of Remote

securing screw

1-21/32"

3-5/16"

securing screw

wiring hole
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Final Checklist 
□  The water heater is not subject to corrosive 

compounds in the air. 

□  The water supply does not contain chemicals or 
exceeds total hardness that will damage the heat 
exchanger. 

□  Clearances from the water heater unit are met.  

□  Clearances from the vent terminaƟon / air intake 
are met. 

□  Ensure you have used the correct venƟng 
products for the model installed and that you 
have completely followed the venƟng 
manufacturer’s installaƟon instrucƟons and these 
installaƟon instrucƟons. 

□  Verify that the vent system does not exceed the 
maximum length for the number of elbows used. 

□  Verify that switch No. 1 in the SW1 DIP switch has 
been adjusted for vent length if necessary.  Refer 
to the secƟon on Maximum Vent Length. 

□  Verify that the vent pipe has a downward slope or 
grade to the outside of 1/4 inch per foot (1.2º)  
OR if the vent pipe is sloped toward the water 
heater (as some local codes require), that a 
condensate collector is installed to allow 
condensaƟon to drain away from the water 
heater to a proper drain source. 

□  Verify that condensate will not be allowed to 
drain back into the water heater. 

□  Ensure that hot and cold water lines are not 
crossed to the unit and are leak free. 

□  Clean the inlet water filter by closing the cold and 
hot water inlet isolaƟon (shut‐off) valves.  Put a 
bucket under the filter at the boƩom of the water 
heater to catch any water that is contained inside 
the unit.  Unscrew the water filter.  Rinse the 
filter to remove any debris.  Install the filter and 
open the isolaƟon valves. 

□  Ensure that a pressure relief valve is installed with 
a raƟng that exceeds the BTU input of the water 
heater model.   

□  A manual gas control valve has been placed in the 
gas line to the water heater. 

□  Check the gas lines and connecƟons for leaks. 

□  Confirm that the gas inlet pressure is within 
limits. 

□  Confirm that the water heater is rated for the gas 
type supplied. 

□  Confirm that the electricity is supplied from a 120 
VAC, 60 Hz power source, is in a properly 
grounded circuit, and  turned on. 

□  Verify the temperature controller is funcƟoning 
properly. 

□  Verify that switches No. 2 and No. 3 in the SW1 
DIP switch is set correctly for your alƟtude. 

□  Verify the system is funcƟoning correctly by 
connecƟng your manometer to the gas pressure 
test port on the water heater.  Operate all gas 
appliances in the home or facility at high fire.  The 
inlet gas pressure at the water heater must not 
drop below that listed on the raƟng plate. 

□  If the water heater is not needed for immediate 
use, then drain the water from the heat 
exchanger. 

□  Install the front panel. 

□  Explain to the customer the importance of not 
blocking the vent terminaƟon or air intake. 

□  Explain to the customer the operaƟon of the 
water heater, safety guidelines, maintenance, and 
warranty. 

□  The installaƟon must conform with local codes or, 
in the absence of local codes, with the NaƟonal 
Fuel Gas Code, ANSI Z223.1/NFPA 54.  If installed 
in a manufactured home, the installaƟon must 
conform with the Manufactured Home 
ConstrucƟon and Safety Standard, Title 24 CFR, 
Part 3280. 

□  Leave the enƟre manual taped to the water 
heater or give the enƟre manual directly to the 
consumer. 
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Technical Data 
SpecificaƟons 
Model  J‐SN180F, J‐SP180F  J‐SN199F, J‐SP199F 

Minimum Gas ConsumpƟon Btu/h   9,900 (NG) 
10,300 (LPG) 

Maximum Gas ConsumpƟon Btu/h   180,000  199,000 (NG) 
190,000 (LP) 

Hot water capacity (Min ‐ Max) *  0.26 ‐ 7.5 GPM 
(1 ‐ 28.5 L/min) 

0.26 ‐ 9.4 GPM 
(1 ‐ 35.5 L/min) 

Temperature Seƫng (no controller)   120° F (49° C)  or 140° F (60° C)  

Maximum Temp Seƫng (residenƟal)  
see Temperature Ranges for more informaƟon  Selectable at 120° F (49° C) or at 140° F (60° C)  

Minimum Temperature Seƫng   98° F (37° C) 

Weight   51 lb (23 kg)  53 lb (24 kg) 

Energy Factor  0.82 

Noise level   49 dB  (excluding start up or shutdown) 

Electrical ConsumpƟon  

Normal   76 W  83 W 

Standby   2 W 

AnƟ‐frost ProtecƟon   184 W  

By‐Pass Control   Fixed  Electronic 

Gas Supply Pressure  
Natural Gas   5.0 ‐ 10.5 inch W.C. 

Propane   8.0 ‐ 13.5 inch W.C. 

Type of Appliance   Direct Vent, Temperature controlled conƟnuous flow gas hot water system.  

ConnecƟons   Gas Supply: 3/4" MNPT, Cold Water Inlet: 3/4" MNPT, Hot Water Outlet: 3/4" MNPT  

IgniƟon System   Direct Electronic IgniƟon  

Electric ConnecƟons   Appliance: AC 120 Volts, 60Hz. Remote Control: DC 12 Volts (Digital)  

Water Temperature Control   SimulaƟon Feedforward and Feedback.  

Water Supply Pressure   Minimum Water Pressure: 20 PSI (Recommended 30‐80 PSI for maximum performance)  

Maximum Water Supply Pressure   150 PSI  

Temperature Control Cable   Non‐Polarized Two Core Cable (Minimum 22 AWG) 

Energy Star Qualified  Yes 

CerƟfied for installaƟon in manufactured 
(mobile) homes  Yes 

* Minimum flow may vary slightly depending on the temperature seƫng and the inlet water temperature. 
    Minimum acƟvaƟon flow is 0.4 GPM (1.5 L/min). 
Our products are conƟnually being updated and improved; therefore, specificaƟons are subject to change 
without prior noƟce. 
The maximum inlet gas pressure must not exceed the value specified by the manufacturer.  The minimum value 
listed is for the purpose of input adjustment. 
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Pressure Drop Curve 

Outlet Flow Data 
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  Ladder Diagram                                   
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Important Facts about your Water Heater 

Thank you for purchasing a Jacuzzi Tankless Water Heater.  For proper operaƟon and 
safety, it is important to follow the instrucƟons and adhere to the safety precauƟons.   

Read all of the instrucƟons and the warranty thoroughly before operaƟng this water 
heater.  Keep this manual in a safe place. 

Direct Vent Tankless Water Heater 
OperaƟon InstrucƟons 

Signature Tankless Water Heaters 

—  Do not store or use gasoline or other flammable vapors and liquids in the vicinity of this or any 
other appliance. 

—  WHAT TO DO IF YOU SMELL GAS 

• Do not try to light any appliance. 
• Do not touch any electrical switch; do not use any phone in your building. 
• Immediately call your gas supplier from a neighbor’s phone.  Follow the gas supplier’s 

instrucƟons. 
• If you cannot reach your gas supplier, call the fire department. 

—  InstallaƟon and service must be performed by a licensed professional. 

If the informaƟon in these instrucƟons is not followed exactly, a fire or 
explosion may result causing property damage, personal injury or death. 

     WARNING 

J‐SN180F 
J‐SP180F 
J‐SN199F 
J‐SP199F 
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Consumer OperaƟon Guidelines for the Safe OperaƟon of your Water Heater 
  FOR YOUR SAFETY READ BEFORE OPERATING 

A.  This appliance does not have a pilot.  It is 
equipped with an igniƟon device which 
automaƟcally lights the burner.  Do not try to light 
the burner by hand. 

B.  BEFORE OPERATING smell all around the 
appliance area for gas.  Be sure to smell next to 
the floor because some gas is heavier than air and 
will seƩle on the floor. 

  WHAT TO DO IF YOU SMELL GAS 

• Do not try to light any appliance. 

• Do not touch any electric switch; do not use any 
phone in your building. 

• Immediately call your gas supplier from a 

neighbor’s phone.  Follow the gas supplier’s 
instrucƟons. 

• If you cannot reach your gas supplier, call the 
fire department. 

C.  Use only your hand to push in or turn the gas 
control knob.  Never use tools.  If the knob will not 
push in or turn by hand, do not try to repair it, call 
a licensed professional.  Force or aƩempted repair 
may result in a fire or explosion. 

D.  Do not use this appliance if any part has been 
under water.  Immediately call a licensed 
professional to inspect the appliance and to 
replace any part of the control system and any gas 
control which has been under water. 

  TO TURN OFF GAS TO APPLIANCE 
1.  Turn off all electric power to the appliance using 

the ON/OFF buƩon. 

2.  Set the thermostat to lowest seƫng. 

3.  Locate the manual gas valve on the side of the 
heater.  Turn the manual valve clockwise to the 
full OFF posiƟon. 

  OPERATING INSTRUCTIONS 
1.  STOP!  Read the safety informaƟon above. 

2.  Set the thermostat to lowest seƫng. 

3.  Turn off all electric power to the appliance using 
the ON/OFF buƩon. 

4.  This appliance is equipped with an igniƟon device 
which automaƟcally lights the burner.  Do not try 
to light the burner by hand. 

5.  Locate the manual gas valve on the side of the 

heater.  Turn the manual valve clockwise to the 
full OFF posiƟon. 

6.  Wait five (5) minutes to clear out any gas.  Then 
smell for gas, including near the floor.  If you smell 
gas, STOP! Follow “B” in the safety informaƟon 
above.  If you don’t smell gas, go to the next step. 

7.  Turn the manual gas valve counterclockwise to 
the full ON posiƟon. 

8.  Turn on all electric power to the appliance using 
the ON/OFF buƩon. 

9.  Set the thermostat to desired seƫng. 

10.  Open a hot water tap.  If the appliance will not 
operate, follow the instrucƟons “To Turn Off Gas 
To Appliance” and call your licensed professional 
or gas supplier.  See manual for addiƟonal 
informaƟon. 

CLOSE

Manual Valve

OPEN

  If you do not follow these instrucƟons exactly, a fire or explosion 
may result causing property damage, personal injury or loss of life. 

     WARNING 
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J‐C100 Temperature Controller 
The J‐C100 controller is the standard temperature controller that is supplied with the water heater.  On indoor 
models it is integrated into the front panel.   

Dimensions (inches):  3.5 W x 4.75 H x 0.75 D 

J‐C200 Spa Controller 

The J‐C200 controller is water resistant.  Avoid splashing the controller. NOTICE 
Dimensions (inches):  8.0 W x 4.125 H x 0.875 D 

OperaƟng InstrucƟons 

Priority Indicator 

Priority BuƩon 

ON/OFF BuƩon 

OperaƟon Indicator 

Temperature Display 

Temperature SelecƟon 

Bath Fill

Use caution when adjusting water temperature.J-C200

Priority BuƩon 
and Indicator 

Call 

Temperature 
SelecƟon  Sound  Water Volume 

Power Save 

Bath Fill 

ON/OFF BuƩon 

In Use 
Indicator 

Temperature 
Display  Bath Fill Indicator 
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How to Set the Temperature 

While any hot water is being provided, 
the temperature seƫng can only be 
adjusted between 98° F and 110° F. 

NOTICE 

Check local codes for the maximum water 
temperature seƫng allowed when used 
in nursing homes, schools, day care 
centers, and all other public applicaƟons. 

NOTICE 

If a newly installed unit with a controller 
has not been powered for at least 6 hours 
then the temperature will return to the 
default seƫng of 104° F (40° C) if power is 
interrupted. 

NOTICE 

There may be a variaƟon between the 
temperature displayed on the 
temperature controller and the 
temperature at the tap due to weather 
condiƟons or the length of pipe to the 
water heater. 

NOTICE 

1.  If the water heater is off, press 
the ON/OFF buƩon to turn on. 

2.  Press the “Priority buƩon” on the 
temperature controller.  The 
green Priority light will glow 
indicaƟng that this controller is 
controlling the temperature and 
that the water heater is ready to 
supply hot water.  (The priority 
can only be changed while no hot 
water is running.) 

3.  Press the up or down buƩons to 
obtain the desired temperature 
seƫng. 

  All hot water sources are able to 
provide water at this temperature 
seƫng unƟl it is changed again at 
this or another temperature 
controller. 

          DANGER  Hot water can be dangerous, especially for infants or children, the elderly, 
or infirm.  There is hot water scald potenƟal if the thermostat is set too high. 

Water temperatures over 125° F (52° C) can cause severe burns or scalding 
resulƟng in death. 

Hot water can cause first degree burns with exposure for as liƩle as: 

  3 seconds at 140° F (60° C) 

  20 seconds at 130° F (54° C) 

  8 minutes at 120° F (49° C) 

Test the temperature of the water before placing a child in the bath or 
shower. 

Do not leave a child or an infirm person in the bath unsupervised. 

This water heater requires a minimum flow rate to operate.  This rate can be found on the specificaƟon page in 
this manual.  In some cases when you are not geƫng hot water or if the water alternates between hot and cold, 
it is due to the water flow being below or close to the minimum flow rate.  Increasing the flow rate should 
resolve these problems in these cases. 

If you are experiencing issues with higher temperature seƫngs, then reduce the temperature seƫng.  SelecƟng a 
temperature closer to that which is actually used at the faucet will increase the amount of hot water being 
delivered to the faucet, due to less cold water mixing at the fixture. 
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Temperatures Available with a Controller 
The water heater can deliver water at only one temperature seƫng at a Ɵme.  The available temperatures are 
provided below.  A temperature lower than 98° F (37° C) can be obtained at the tap by mixing with cold water. 

To change the temperature scale from Celsius to Fahrenheit or vice versa, press and hold the “On/Off” buƩon 
for 5 seconds while the water heater is OFF. 

Temperature Seƫngs Available 

  * 

Fahrenheit °F  98  100  102  104  106  108  110  115  120  125  130  135  140 

Celsius  °C  37  38  39  40  41  42  43  46  49  52  54  57   60 

These temperatures are suggesƟons only: 

Temperature OpƟons Without a Temperature Controller 
The default temperature seƫng for this appliance installed without a temperature controller is 120° F (49° C).  If 
desired, the temperature seƫng can be changed to 140° F (60° C) by adjustment of a switch. 

In the SW1 bank of 8 switches, set switch 5 to ON to obtain 140° F water temperature seƫng.  Set switch 5 to 
OFF (default) to obtain 120° F water temperature seƫng. 

If a temperature controller is installed, then switch 5 has no effect on temperature seƫngs. 

*  Temperature seƫngs from 125‐140 °F (52‐60 °C) are available by seƫng switch 6 to ON in the SW1 bank of 
8  switches.  These models have a default maximum temperature of 120° F (49° C) and an opƟon (switch 6)  
to increase the maximum temperature to 140 °F (60 °C).   

Seƫng Controller to Mute 
On the J‐C100 to eliminate the beeps when keys are pressed or to turn the beeps back on, press and hold both 
the up and down buƩons unƟl a beep is heard (approximately 5 seconds). 

DO NOT adjust the other switches unless specifically instructed to do so.      WARNING 

• Kitchen  120 °F (49° C) 
• Shower  98 ‐ 110 °F (37 ‐ 43 °C) 
• Bath Fill  102 ‐ 110 °F (39 ‐ 43 °C) 

Seƫng the Sound Volume (Voice Prompt) on the Spa Controller   

Medium 
Volume 

(default) 
High Volume 

Off Volume  

(beep) 

Off Sound  

(no beep) 
Low Volume 

J‐C200  Press the “Adjust Sound” buƩon to adjust the voice prompt volume.   The default sound 
volume is set to Medium.  Each subsequent press of the buƩon cycles through the 
volume levels in the order below. 
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Seƫng the Water Volume and Temperature 

  Using the Bath Fill FuncƟon                       
Overview 

This funcƟon is exclusive to the J‐C200 temperature 
controller.  The bath fill funcƟon allows the consumer 
to fill a tub with a preset volume of water at a preset 
temperature.  This is done by pressing the bath fill 
buƩon on the J‐C200 controller while no hot water is 
flowing and then opening only the hot water tap.  The 
water heater will stop the hot water flow when the 
preset volume has been reached.  The hot water tap 
should then be closed and the bath fill buƩon 
pressed. 

The temperature seƫngs for the bath fill funcƟon are 
limited to those in the table below. 

  Bath Fill Temperature Seƫngs Available 

°F  98  100  102  104  106  108  110  115  120 

°C  37  38  39  40  41  42  43  46  49 

1.  Press the “Priority” buƩon on 
the temperature controller.  
The green Priority light will glow 
indicaƟng that this controller is 
controlling the temperature and 
that the water heater is ready 
to supply hot water. 

2.  Press the “Bath Fill” buƩon to 
set the water volume and 
temperature. 

3.  Press the “Temp” up or down 
buƩons to obtain the desired 
temperature seƫng. 
 

4.  Press the “Water Vol.” up or 
down buƩons to obtain the 
desired water volume in 
gallons. 
 

5.  Press the “Bath Fill” buƩon. 

The default volume is set to 25 gallons.  The volume 
can be set between 10 and 120 gallons. 

MulƟple 
Water 

Heaters 

The bath fill funcƟon will not work 
properly if it is connected to mulƟple 
water heaters.  The tub will overfill 
because the bath fill funcƟon is not able 
to measure the water volume when 
connected to mulƟple water heaters. 

NOTICE 

Power 
Loss 

If power is lost during the bath fill 
funcƟon, the water heater will shut down 
but the water will conƟnue to flow.   
When power returns, the water shuts off 
and diagnosƟc code 03 appears on the 
controller. 

If power is lost aŌer the bath has filled 
but before the bath fill funcƟon buƩon is 
de‐selected, then the water will not flow 
during the power loss or aŌer the power 
is returned.  Once power returns, close 
the hot water tap and de‐select the bath 
fill funcƟon.  No diagnosƟc code appears. 

NOTICE 

AnƟ‐
scald 

Fixtures 

Do not use with single handle fixtures 
that have anƟ‐scald features built into 
them.  These fixtures allow a 
predetermined amount of cold water 
which is not taken into account by the 
bath fill funcƟon. 

NOTICE 

To 
Prevent 

Over 
Filling 

Be careful not to overfill the bath.  An 
average bath volume is 60 gallons.  When 
filling the bath using this funcƟon for the 
first Ɵme: 

• Monitor and remain by the bath while 
the water is running. 

• Use a low bath fill volume less than 
25 gallons  

NOTICE 

Bath Fill

Bath Fill
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  Using the Bath Fill FuncƟon                       
Filling the Tub 

1.  Press the “Bath Fill” buƩon once.  
The buƩon will illuminate, and a 
tone will sound. 

2.  The voice prompt will announce 
“The hot water system is ready.  
Open the hot water tap.” 
Make sure the water volume is set.  
Refer to “Seƫng the Water 
Volume”. 
Open the hot water tap.  The “In 
Use” indicator will illuminate on  
the J‐C200 controllers.  The hot 
water will begin to flow.  

3.  When the preset volume of water 
has been produced then  

4.  Turn off the bath hot water tap 
and push the Bath Fill buƩon.  The 
water heater will not allow hot 
water to flow from any source 
unƟl the “Bath Fill” buƩon is 
pushed. 
The buƩon light will go out. 

• the water flow will cease 

• the “Bath Fill” buƩon will 
flash 

• a tone will sound 

• the voice prompt will 
announce, “Bath fill is 
complete.  Turn off the bath 
hot water tap and push the 
Bath Fill buƩon.” 

During the operaƟon of the bath fill 
funcƟon, the J‐C100 “In Use” indicator 
does not light up. 

NOTICE 

When 
Other 

Taps Are 
Open 

During the bath fill funcƟon, any hot 
water flowing at other locaƟons, 
subtracts from the total amount of water 
for the bath.  For example if the bath fill 
funcƟon is set for 50 gallons and 5 gallons 
of hot water are used at other locaƟons 
during the fill period then the bath will 
only fill with 45 gallons. 

NOTICE 

To Stop 
the Bath 
Fill 
Before it 
Finishes 

To stop the water flow during the Bath Fill 
funcƟon, press the “Bath Fill” buƩon.  The 
buƩon will flash and the voice prompt will 
announce, “Hot water is not available.  
Turn off all hot water taps and push the 
Bath Fill buƩon.”  Follow the voice 
prompt instrucƟons. 

NOTICE 

HOT

COLDON!

HOT

COLDON!

Bath Fill

Bath Fill
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To Display DiagnosƟc InformaƟon 
To display the most recent diagnosƟc codes press and hold the “On/Off” buƩon for 2 seconds on the J‐C100 
controller.  While holding the “On/Off” buƩon press the up buƩon.  The last 9 diagnosƟc codes will flash one aŌer the 
other.  To exit this mode press the “On/Off” and up buƩon as before. 

To display the water flow through the water heater press and hold the up buƩon for 2 seconds and without releasing 
the up buƩon press the “On/Off” buƩon.  

To display the outlet water temperature press and hold the down buƩon for 2 seconds and without releasing the 
down buƩon press the “On/Off” buƩon.   

DiagnosƟc Codes and Remedies 

Code  DefiniƟon    Remedy 
02  No burner operaƟon during freeze 

protecƟon mode 
licensed 

professional 
only 

Service Call 

03  Power interrupƟon during Bath 
Fill (Water will not flow when 
power returns). 

  Turn off all hot water taps. Press ON/OFF twice. 

Air Supply or Exhaust Blockage  

 

Ensure approved venƟng materials are being used. 
Check that nothing is blocking the flue inlet or exhaust. 
Check all vent components for proper connecƟons. 
Ensure vent length is within limits. 

licensed 
professional 

only 

Verify dip switches are set properly. 
Check fan for blockage. 

11   No IgniƟon  
 

Check that the gas is turned on at the water heater, gas meter, or cylinder. 
If the system is propane, make sure that gas is in the tank. 
Ensure appliance is properly grounded. 

licensed 
professional 

only 

Ensure gas type and pressure is correct. 
Ensure gas line, meter, and/or regulator is sized properly. 
Bleed all air from gas lines. 
Verify dip switches are set properly. 
Ensure igniter is operaƟonal. 
Check igniter wiring harness for damage. 
Check gas solenoid valves for open or short circuits. 
Remove burner cover and ensure all burners are properly seated. 
Remove burner plate and inspect burner surface for condensaƟon or debris. 

12   No Flame 
 

Check that the gas is turned on at the water heater, gas meter, or cylinder. 
Check for obstrucƟons in the flue outlet. 
If the system is propane, make sure that gas is in the tank. 

licensed 
professional 

only 

Ensure gas line, meter, and/or regulator is sized properly. 
Ensure gas type and pressure is correct. 
Bleed all air from gas lines. 
Ensure proper venƟng material was installed. 
Ensure condensaƟon collar was installed properly. 
Ensure vent length is within limits. 
Verify dip switches are set properly. 
Check power supply for loose connecƟons. 
Check power supply for proper voltage and voltage drops. 
Ensure flame rod wire is connected. 
Check flame rod for carbon build‐up. 
Disconnect and reconnect all wiring harnesses on unit and PC board. 
Check for DC shorts at components. 
Check gas solenoid valves for open or short circuits. 
Remove burner plate and inspect burner surface for condensaƟon or debris. 
Check the ground wire for the PC board. 

10  

Some of the checks below should be done by a licensed professional.  Consumers 
should never aƩempt any acƟon that they are not qualified to perform. 

DiagnosƟc Codes 

     WARNING 

This water heater is designed with diagnosƟc codes to help you determine potenƟal operaƟon concerns . 
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Code  DefiniƟon   

14   Thermal Fuse  

  Check for restricƟons in air flow around unit and vent terminal. 

licensed 
professional 

only 

Check gas type of unit and ensure it matches gas type being used. 
Check for low water flow in a circulaƟng system causing short‐cycling. 
Ensure dip switches are set to the proper posiƟon. 
Check for foreign materials in combusƟon chamber and/or exhaust piping. 
Check heat exchanger for cracks and/or separaƟons. 
Check heat exchanger surface for hot spots which indicate blockage due to scale build‐up.  Refer 

to instrucƟons in manual for flushing heat exchanger.  Hard water must be treated to prevent 
scale build up or damage to the heat exchanger. 

Measure resistance of safety circuit. 
Ensure high fire and low fire manifold pressure is correct. 
Check for improper conversion of product. 

16   Over Temperature 
Warning  

  Check for restricƟons in air flow around unit and vent terminal. 
licensed 

professional 
only 

Check for low water flow in a circulaƟng system causing short‐cycling. 
Check for foreign materials in combusƟon chamber and/or exhaust piping. 
Check for blockage in heat exchanger. 

31  Burner Sensor 

licensed 
professional 

only 

Measure resistance of sensor. 
Replace sensor. 

32  Outgoing Water 
Temperature Sensor  

Check sensor wiring for damage. 
Measure resistance of sensor. 
Clean sensor of scale build‐up. 
Replace sensor. 

33 
Heat Exchanger 
Outgoing Temperature 
Sensor 

Check sensor wiring to be sure it has not been short circuited. 
Measure resistance of sensor. 
Clean sensor of scale build‐up. 
Replace sensor. 

34  CombusƟon Air 
Temperature Sensor  

Check for restricƟons in the intake and exhaust system. 
Check sensor wiring for damage. 
Measure resistance of sensor. 
Clean sensor of scale build‐up. 
Check fan blade to be sure it is Ɵght on motor shaŌ and is in good condiƟon. 
Replace sensor. 

52  ModulaƟng Solenoid 
Valve Signal Abnormal 

Check modulaƟng gas solenoid valve wiring harness for loose or damaged terminals. 
Measure resistance of valve coil. 

61  CombusƟon Fan 
Verify fan will turn freely. 
Check wiring harness to motor for damaged and/or loose connecƟons. 
Measure resistance of motor winding. 

65  Water Flow Control  
The water flow control valve has failed to close during the bath fill funcƟon.  Immediately turn off 
the water and disconƟnue the bath fill funcƟon.  Contact a licensed professional to service the 
appliance. 

71  Solenoid Valve Circuit   Replace the PC Board. 

72  Flame Sensing Device  

Ensure flame rod is touching flame when unit fires. 
Check all wiring to flame rod. 
Remove flame rod and check for carbon build‐up; clean with sand paper. 
Check inside burner chamber for any foreign material blocking flame at flame rod. 
Measure micro amp output of sensor circuit with flame present. 
Replace flame rod. 

73  Burner Sensor Circuit   Check sensor wiring and PC board to be sure they have not been damaged. 
Replace sensor. 

LC  

Scale Build‐up in Heat 
Exchanger (when 
checking maintenance 
code history, “00” is 
subsƟtuted for “LC”)  

 

licensed 
professional 

only 

Nothing happens when 
water flow is acƟvated.  

 

licensed 
professional 

only 

No 
code  

Flush heat exchanger.  Refer to instrucƟons in manual.  Hard water must be treated to prevent 
scale build up or damage to the heat exchanger. 
NOTE: The LC code is the only diagnosƟc code that will allow the unit to keep running.  The display 
will alternate between the LC code and the temperature seƫng.  The controller will conƟnue to 
beep.  The LC code will reset if power is turned off and then on. 
Clean inlet water supply filter. 
On new installaƟons ensure hot and cold water lines are not reversed. 
Verify you have at least the minimum flow rate required to fire unit. 
Check for cold to hot cross over. Isolate circulaƟng system if present.  Turn off cold water to the 

unit, open pressure relief valve; if water conƟnues to flow, there is bleed over in your 
plumbing. 

Verify turbine spins freely. 
Measure the resistance of the water flow control sensor. 
If the display is blank and clicking is coming from the unit, disconnect the water flow servo motor 
(RD, BL, BR, GY, YL).  If the display come on then replace the water flow servo motor. 

Remedy 



 

  J‐S180F/J‐S199F  35 

Required Maintenance 

To protect yourself from harm, before performing maintenance: 
• Turn off the electrical power supply by unplugging the power cord or by turning off the electricity at the 

circuit breaker.  (The temperature controller does not control the electrical power.) 
• Turn off the gas at the manual gas valve, usually located immediately below the water heater. 
• Turn off the incoming water supply.  This can be done at the isolaƟon valve immediately below the water 

heater or by turning off the water supply to the building. 

     WARNING 

Cleaning 
It is imperaƟve that control compartments, burners, 
and circulaƟng air passageways of the appliance be 
kept clean. 

Clean as follows: 

1.  Turn off and disconnect electrical power.  Allow to 
cool. 

2.  Close the water shut off valves.  Remove and clean 
the water inlet filter. 

3.  Remove the front panel by removing 4 screws.   

4.  Use pressurized air to remove dust from the main 
burner, heat exchanger, and fan blades.  Do not 
use a wet cloth or spray cleaners on the burner.  
Do not use volaƟle substances such as benzene 
and thinners.  They may ignite or fade the paint. 

5.  Use soŌ dry cloth to wipe cabinet.   

Vent System 
The vent system should be inspected at least annually 
for blockages or damage. 

Motors 
Motors are permanently lubricated and do not need 
periodic lubricaƟon.  Keep fan and motor free of dust 
and dirt by cleaning annually. 

Temperature Controller 
Use a soŌ damp cloth to clean the temperature 
controller.  Do not use solvents. 

Lime / Scale Build‐up 
If you receive diagnosƟc code “LC”, refer to the 
procedure, Flushing the Heat Exchanger.  Refer to the 
secƟon on Water Quality to see if your water needs to 
be treated or condiƟoned.  (When checking 
maintenance code history, “00” is subsƟtuted for 
“LC”.) 

Snow AccumulaƟon 
Keep the area around flue terminal free of snow and 
ice.  The appliance will not funcƟon properly if the 
intake air or exhaust is impeded (blocked or parƟally 
blocked) by obstrucƟons.   

Clean the water filter 
Clean the inlet water filter by closing the cold and hot 
water inlet isolaƟon (shut‐off) valves.  Put a bucket 
under the filter at the boƩom of the water heater to 
catch any water that is contained inside the unit.  
Unscrew the water filter.  Rinse the filter to remove 
any debris.  Install the filter and open the isolaƟon 
valves. 

Keep the appliance area clear and free from combusƟble materials, gasoline, and other flammable vapors and 
liquids. 

     WARNING 

The appliance must be inspected annually by a licensed professional.  Repairs and maintenance should be per‐
formed by a licensed professional.  The licensed professional must verify proper operaƟon aŌer servicing. 

The following maintenance items are required for the proper operaƟon of your water heater. 



 

36  J‐S180F/J‐S199F 

TesƟng the pressure relief valve should only be 
performed by a licensed professional.  Scalding hot 
water may be released under pressure. 

     WARNING 

Pressure Relief Valve: 
Operate the valve manually once a year.  In doing so, 
it will be necessary to take precauƟons with regard to 
the discharge of potenƟally scalding hot water under 
pressure.  Ensure discharge has a place to flow.  
Contact with your body or other property may cause 
damage or harm. 

 

Visual InspecƟon of Flame 
Verify proper operaƟon aŌer servicing.   

The burner must flame evenly over the enƟre surface 
when operaƟng correctly.  The flame must burn with 
a clear, blue, stable flame.  See the parts breakdown  
of the burner for the locaƟon of the view ports.   

The flame paƩern should be as shown in the figures 
below. 

Freeze ProtecƟon 
Make sure that in case of freezing weather that the 
water heater and its water lines are adequately 
protected to prevent freezing.  Damage due to 
freezing is not covered by the warranty.  Refer to the 
secƟon on Freeze ProtecƟon. 

Winterizing 
These recommendaƟons are intended to suggest 
pracƟces which are effecƟve for winterizing the water 
heater.  They should be used as a guide only.  No 
liability is assumed for any issues resulƟng from the 
use of this informaƟon. 

GAS 

Shut off the gas to the water heater.  It is generally 
preferable to shut off the gas service to the enƟre 
locaƟon if gas is not going to be used. 

WATER   

Shut off the cold water supply to the water heater.  It 
is generally preferable to shut off the water to the 
enƟre locaƟon if water is not going to be used. 

Drain the water heater by opening the drain valves on 
the cold water line and hot water line. 

Open several hot water taps and remove the filter 
assembly at the water inlet in order to allow room for 
expansion in case there is water in the lines that 
freeze. 

ELECTRIC 

Disconnect the power supply by either unplugging the 
electrical cord or by turning off the circuit breaker to 
the water heater to prevent potenƟal damage from 
irregular power surges or interrupƟons. 

VENT TERMINATION 

Place a cover over the vent terminaƟon (intake and 
exhaust) if it can be safely accessed.  The cover should 
be easy to apply and remove.  This will prevent 
debris, leaves, and small animals from entering the 
venƟng and water heater which could cause air flow 
issues upon return to service. 
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An “LC” or “00” diagnosƟc code indicates the unit is beginning to lime up and must be flushed.  Failure to flush 
the appliance will cause damage to the heat exchanger.  Damage caused by lime build‐up is not covered by the 
unit’s warranty.  AŌer flushing, reset the LC code by turning off the power to the unit and turning the power 
back on. 

1.  Disconnect electrical power to the water heater. 
2.  Close the shutoff valves on both the hot water and 

cold water lines (V3 and V4). 
3.  Connect pump outlet hose (H1) to the cold water 

line at service valve (V2). 
4.  Connect drain hose (H3) to service valve (V1). 
5.  Pour 4 gallons of undiluted virgin, food grade, white 

vinegar into pail. 
6.  Place the drain hose (H3) and the hose (H2) to the 

pump inlet into the cleaning soluƟon. 
7.  Open both service valves (V1 and V2) on the hot 

water and cold water lines. 
8.  Operate the pump and allow the cleaning soluƟon to 

circulate through the water heater for at least 1 
hour at a rate of 4 gallons per minute (15.1 liters per 
minute). 

9.  Turn off the pump. 
10.  Rinse the cleaning soluƟon from the water heater as 

follows: 
a. Remove the free end of the drain hose (H3) from 

the pail.  Place in sink or outside to drain. 
b. Close service valve, (V2), and open shutoff valve, 

(V4).  Do not open shutoff valve, (V3). 
c.  Allow water to flow through the water heater for 

5 minutes. 
d.  Close shutoff valve (V4).  When unit has finished 

draining remove the in‐line filter at the cold water 
inlet and clean out any residue.  Place filter back 
into unit and open valve (V4). 

Flushing the Heat Exchanger 

e.  Close service valve, (V1), 
and open shutoff valve, (V3). 

11.  Disconnect all hoses. 
12.  Restore electrical power to the                                  

water heater. 
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If the water heater is not going to be used during a period of possible freezing weather, it is recommended that 
the water inside the water heater be drained.   

To manually drain the water: 

1.  Shut off cold water supply and gas supply. 

2.  Turn off the temperature controller. 

3.  Disconnect the power to the water heater. 

4.  Remove the drain caps on both isolaƟon valves and open both 
valves above the caps (blue and red valve handles).  ‐OR‐  Open hot 
water drain plug at the hot water outlet. 

5.  Remove water filter to drain the cold water. 

Manual Draining of the Water Heater 

To resume normal operaƟon: 
1.  Confirm that all water drain plugs are removed, that the gas supply 

is turned off, and that all taps are closed. 
2.  Screw in the water filter in the cold water inlet. 
3.  Replace the drain caps and close both isolaƟon valves. ‐OR‐  Screw 

in the hot water drain plug. 
4.  Open the cold water supply. 
5.  Open a tap and confirm that water flows, and then close. 
6.  Turn on the power. 
7.  AŌer confirming that the temperature controller is off, turn on the 

gas supply. 
8.  Turn on the temperature controller. 

Running a low volume of water through the water heater to prevent freezing 

If the temperature exceeds the ability of the water heater to freeze 
protect itself, or if power is lost, the following steps may prevent the 
water heater and external piping from freezing.  (Units connected with  
J‐LINK (2 unit link) should be drained to prevent freezing if not in use.) 

1.  Turn the water heater off. 

2.  Close the gas supply valve. 

3.  Turn on a hot water tap to flow water about 0.1 gal/min or where 
the stream is about 0.2 inches thick. 

When the water heater or external piping has frozen 

1.  Do not operate the water heater if it or the external piping is frozen. 

2.  Close the gas and water valves and turn off the power. 

3.  Wait unƟl the water thaws.  Check by opening the water supply valve. 

4.  Check the water heater and the piping for leaks. 

HOT

COLDON!

0.1 gal/min or 
about 0.2 inch 
thick 

* Use a wrench or other tool 
to unscrew the hot water 
drain plug. 

To avoid burns, wait unƟl the equipment cools down before draining the water.  The 
water in the appliance will remain hot aŌer it is turned off. 

     WARNING 

Water 
filter Hot water 

outlet 
Hot water 
drain plug * 

Cold water 
inlet 
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NOTICE BEFORE INSTALLATION 

 

This direct‐vent appliance must be installed by a licensed professional. If you are not properly trained, you 
must not install this unit. 

IMPORTANT:  In the State of MassachuseƩs (248 CMR 4.00 & 5.00) 

For all side wall horizontally vented gas fueled equipment installed in every dwelling, building or 
structure used in whole or in part for residenƟal purposes, including those owned or operated by the 
Commonwealth and where the side wall exhaust vent terminaƟon is less than seven (7) feet above 
finished grade in the area of the venƟng, including but not limited to decks and porches, the following 
requirements shall be saƟsfied:  

1.  INSTALLATION OF CARBON MONOXIDE DETECTORS. At the Ɵme of installaƟon of the side wall 
horizontal vented gas fueled equipment, the installing plumber or gasfiƩer shall observe that a hard 
wired carbon monoxide detector with an alarm and baƩery back‐up is installed on the floor level 
where the gas equipment is to be installed. In addiƟon, the installing plumber or gasfiƩer shall 
observe that a baƩery operated or hard wired carbon monoxide detector with an alarm is installed on 
each addiƟonal level of the dwelling, building or structure served by the side wall horizontal vented 
gas fueled equipment. It shall be the responsibility of the property owner to secure the services of 
qualified licensed professionals for the installaƟon of hard wired carbon monoxide detectors 

a.  In the event that the side wall horizontally vented gas fueled equipment is installed in a crawl 
space or an aƫc, the hard wired carbon monoxide detector with alarm and baƩery back‐up may 
be installed on the next adjacent floor level. 

b.  In the event that the requirements of this subdivision can not be met at the Ɵme of compleƟon of 
installaƟon, the owner shall have a period of thirty (30) days to comply with the above 
requirements; provided, however, that during said thirty (30) day period, a baƩery operated 
carbon monoxide detector with an alarm shall be installed. 

2.  APPROVED CARBON MONOXIDE DETECTORS. Each carbon monoxide detector as required in 
accordance with the above provisions shall comply with NFPA 720 and be ANSI/UL 2034 listed and IAS 
cerƟfied.  

3.  SIGNAGE. A metal or plasƟc idenƟficaƟon plate shall be permanently mounted to the exterior of the 
building at a minimum height of eight (8) feet above grade directly in line with the exhaust vent 
terminal for the horizontally vented gas fueled heaƟng appliance or equipment. The sign shall read, in 
print size no less than one‐half (1/2) inch in size, "GAS VENT DIRECTLY BELOW. KEEP CLEAR OF ALL 
OBSTRUCTIONS". 

4.  INSPECTION. The state or local gas inspector of the side wall horizontally vented gas fueled 
equipment shall not approve the installaƟon unless, upon inspecƟon, the inspector observes carbon 
monoxide detectors and signage installed in accordance with the provisions of 248 CMR 5.08(2)(a)1 
through 4.  

State RegulaƟons 
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Replacement Parts 

  Tech Sheet  
Item No.  

Gas Control Assembly  100 

Electrode / Flame Rod Kit  116, 117 

Fan Assembly / Motor  125 

Heat Exchanger  143 

Water Flow Servo & Sensor  401 

Flow Sensor  NA 

Bypass‐Servo Assembly  403 

Water Filter Assy  412 

PC Board  700 

Surge Protector  701 

Ignitor  706 

Thermal Fuse Harness  725 

Ignitor  Thermal Fuse Harness 

Bypass‐Servo Assembly  Water Filter Assy 

PC Board  Surge Protector (sub PC) 

Water Flow Servo & 
Sensor 

Flow Sensor 

Fan Assembly / Motor  Heat Exchanger 

Gas Control Assembly  Electrode / Flame Rod 

The Technical Sheet which is located inside the front 
cover of the water heater contains a complete 
illustrated parts list. 
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What is covered? 

This Warranty covers any defects in materials or workmanship when the product is installed and operated 
according to Jacuzzi wriƩen installaƟon instrucƟons, subject to the terms within this Limited Warranty 
document.  This Warranty applies only to products that are installed correctly.  Improper installaƟon may void 
this Warranty.  Jacuzzi strongly suggests that you use a licensed professional who has aƩended a product 
knowledge class before installing this water heater.  This Warranty extends to the original purchaser and 
subsequent owners, but only while the product remains at the site of the original installaƟon.  This Warranty 
only extends through the first installaƟon of the product and terminates if the product is moved or reinstalled at 
a new locaƟon. 

How long does coverage last? 

What will Jacuzzi do? 

Jacuzzi will repair or replace the covered product or any part or component that is defecƟve in materials or 
workmanship as set forth.  Jacuzzi will pay reasonable labor charges associated with the repair or replacement of 
any such part or component.  All repair parts must be genuine Jacuzzi parts.  All repairs or replacements must be 
performed by an individual or servicing company that is properly trained, state qualified or licensed to do the 
type of repair. 

Replacement of the product may be authorized by Jacuzzi only.  Jacuzzi does not authorize any person or 
company to assume for it any obligaƟon or liability in connecƟon with the replacement of the product.  If Jacuzzi 
determines that repair of a product is not possible, Jacuzzi will replace the product with a comparable product at 
Jacuzzi’s discreƟon.  If a component or product returned to Jacuzzi is found to be free of defects in material or 
workmanship, or damaged by improper installaƟon or damaged during return shipping, the warranty claim for 
product, parts and labor may be denied. 

  Limited Warranty                                 

* Note:  Period of coverage is reduced to 3 years from date of purchase when used as a circulaƟng water heater within a 
hot water circulaƟon loop, where the water heater is in series with a circulaƟon system and all circulaƟng water 
flows through the water heater, and where an on‐demand recirculaƟon system is not incorporated. 

  On‐demand recirculaƟon is defined as a hot water recirculaƟng loop or system that uƟlizes exisƟng hot and cold 
lines or a dedicated return line, and only acƟvates when hot water is used.  It can be acƟvated by a push buƩon, 
moƟon sensor, or voice acƟvaƟon but not by a temperature sensor.  A Ɵmer added to a standard recirculaƟng 
pump is not considered as on‐demand. 

  There is no warranty coverage on product installed in a closed loop applicaƟon, commonly associated with space 
heaƟng only applicaƟons. 

  The integrated controller on indoor models has a 1 year warranty on parts. 

Consumer Warranty 

Item  
Period of Coverage (from date of purchase) 

ResidenƟal ApplicaƟons    Commercial ApplicaƟons 

Heat Exchanger  12 years *  5 years * 

All Other Parts and Components  5 years *  5 years * 

Reasonable Labor  1 year  
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How do I get service? 

You must contact a state qualified/licensed professional for the repair of a product under this Warranty.  For the 
name of a licensed professional please contact your place of purchase, visit the Jacuzzi website 
(www.jacuzzi.com/tankless), call Jacuzzi at 1‐888‐835‐9320 or write to Jacuzzi at 103 InternaƟonal Drive, 
Peachtree City, Georgia 30269. 

Proof of purchase is required to obtain warranty service.  You may register this product within 30 days of 
purchase or you may show proof of purchase with a dated sales receipt.  To register your tankless water heater, 
please visit www.jacuzzi.com/tankless.  For those without internet access, please call 1‐888‐835‐9320.  Receipt 
of RegistraƟon by Jacuzzi will consƟtute proof‐of‐purchase for this product.  However, RegistraƟon is not 
necessary in order to validate this Warranty. 

What is not covered? 

This Warranty does not cover any failures or operaƟng difficulƟes due to the following: 

• accident, abuse, or misuse 
• alteraƟon 
• misapplicaƟon 
• force majeure 
• improper installaƟon (such as but not limited to inadequate water quality, condensate damage, improper 

venƟng, incorrect gas type, incorrect gas or water pressure, or absence of a drain pan under the appliance) 
• improper maintenance (such as but not limited to scale build‐up, freeze damage, or vent blockage) 
• incorrect sizing 
• obtaining access to a vent system in an enclosed environment. 
• any other causes other than defects in materials or workmanship 
This Warranty does not apply to any product whose serial number or manufacture date has been defaced.  This 
Warranty does not cover any product used in an applicaƟon that uses chemically treated water such as a pool or 
spa heater.  This appliance is suitable for filling large or whirlpool bath tubs with potable water.  Refer to the 
Water Quality SecƟon in the InstallaƟon and OperaƟon Manual. 

LimitaƟon on warranƟes 

No one is authorized to make any other warranƟes on behalf of Jacuzzi for this product.  Except as expressly 
provided herein, there are no other warranƟes, expressed or implied, including, but not limited to warranƟes of 
merchantability or fitness for a parƟcular purpose, which extend beyond the descripƟon of the warranty herein 
and further Jacuzzi shall not be liable for indirect, incidental, special, consequenƟal or other similar damages that 
may arise, including lost profits, damage to person or property, loss of use, inconvenience, or liability arising 
from improper installaƟon, service or use.  Some states do not allow the exclusion or limitaƟon of incidental or 
consequenƟal damages, so the above limitaƟon may not apply to you. 

Any implied warranƟes of merchantability and fitness arising under state law are limited in duraƟon to the 
period of coverage provided by this limited Warranty, unless the period provided by state law is less.  Some 
states do not allow limitaƟons on how long an implied Warranty lasts, so the above limitaƟon may not apply to 
you. 

This Warranty gives you specific legal rights, and you may also have other rights which vary from state to state. 
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Datos Técnicos 
Especificaciones 
Modelo J‐SN180F, J‐SP180F J‐SN199F, J‐SP199F 

Consumo Mínimo de Gas Btu/h  9,900 (NG) 
10,300 (LPG) 

Consumo Máximo de Gas Btu/h  180,000 199,000 (NG) 
190,000 (LP) 

Capacidad de Agua Caliente (Min ‐ Max) * 0.26 ‐ 7.5 GPM 
(1 ‐ 28.5 L/min) 

0.26 ‐ 9.4 GPM 
(1 ‐ 35.5 L/min) 

Temperatura (no controlador)  120° F (49° C)  o 140° F (60° C)  

Ajuste de Temperatura Máxima (residencial)  
Ver Rangos de Temperatura para mas 
información 

seleccionable at 120° F (49° C) o at 140° F (60° C)  

Ajuste de temperatura Mínimo 98° F (37° C) 

Peso 51 lb (23 kg) 53 lb (24 kg) 

 Factor EnergéƟco 0.82 

Nivel de Ruido 49 dB  (exclusión arranque o apagado) 

Consumo eléctrico 

Normal  76 W 83 W 

En espera 2 W 

AnƟ congelamiento 184 W  

Control del paso  Fijo Electrónico 

Presión de la fuente de 
Gas 

Gas Natural  5.0 ‐ 10.5 pulg. W.C. 

Propano  8.0 ‐ 13.5 pulg. W.C. 

Tipo de Artefacto Sistema de  agua caliente de flujo conƟnuo de gas , con control de temperatura de 
VenƟlación Directa  

Conexiones Suplemento de Gas: 3/4" MNPT, Agua fría entrada: 3/4" MNPT, Salida de Agua caliente: 
3/4" MNPT  

Inicio del Sistema Inicio electrónico Directo 

Conexiones eléctricas disposiƟvo: AC 120 Volts, 60Hz. Control Remoto: DC 12 Volts (Digital)  

Control de Temperatura del Agua Simulación adelante y  atrás.  

Presión de agua requerida Presión Mínima de Agua: 20 PSI (Recomendada 30‐80 PSI para un máximo desempeño)  

Presión máxima de agua requerida 150 PSI  

Cable del control de la temperatura  Cable No‐Polarizado de doble núcleo  (Mínimum 22 AWG) 

Calificado como Energía Star  SI 

CerƟficado para instalación en mano facturas 
(Casas Móviles). SI 

* Mínimo flujo puede variar ligeramente en función del ajuste de la temperatura y la temperatura de entrada de 
agua. 
     Flujo de acƟvación mínimo es de 0,4 GPM (1,5 L / min). 
Nuestros productos están siendo conƟnuamente actualizados y mejorados, por lo tanto, las especificaciones 
están sujetas a cambios sin previo aviso. 
La presión de entrada de gas máxima no debe exceder el valor especificado por el fabricante. El valor mínimo, es 
para el propósito del ajuste de entrada. 
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Lista de Verificación Final 
□ El calentador de agua no está sujeto a compuestos 
corrosivos en el aire. 
□ El suministro de agua no conƟene productos químicos 
o excede la dureza total que puede dañar el 
intercambiador de calor. 
□ Espacios libres de la unidad de calentador de agua  se 
cumplen. 
□ Espacios libres de las aberturas de la terminación / 
aire de admisión se cumplen. 
□ Asegúrese de que ha uƟlizado los productos de 
venƟlación adecuado para el modelo instalado y que se 
ha ajustado totalmente a las instrucciones del fabricante 
de venƟlación de la instalación y las instrucciones de 
instalación. 
□ Verifique que el sistema de venƟlación no exceda la 
longitud máxima para el número de codos usados. 
□ Verifique que el interruptor n º 1 en el interruptor DIP 
SW1 ha sido ajustado para la longitud de venƟlación si 
es necesario. Consulte la sección sobre la longitud de la 
venƟlación máxima. 
□ Verifique que el tubo de venƟlación Ɵene una 
pendiente hacia abajo o de grado en la parte exterior de 
1 / 4 de pulgada por pie (1,2 °) o si el tubo de venƟlación 
está inclinada hacia el calentador de agua (como 
algunos códigos locales), que el colector del 
condensador esta instalado para permiƟr la 
condensación y para drenar fuera del calentador de 
agua a una fuente de drenaje adecuado. 
□ Verifique que el condensado no se deja escurrir de 
nuevo en el calentador de agua. 
□ Asegúrese de que las tuberías de agua caliente y fría 
no se cruzan a la unidad y están libres de fugas. 
□ Limpie el filtro de entrada de agua al cerrar el 
aislamiento de entrada de agua fría y caliente (cierre) de 
válvulas. Poner un cubo debajo del filtro en la parte 
inferior del calentador de agua para recoger el agua que 
está contenida dentro de la unidad. Desenroscar el filtro 
de agua. Enjuagar el filtro para eliminar los residuos. 
Instalar el filtro y abrir las válvulas de aislamiento. 
□ Asegúrese de que una válvula de alivio de presión se 
instala con una calificación que supera la entrada de 
BTU del modelo de calentador de agua. 
□ Una válvula de control de gas manual ha sido colocado 
en la línea de gas al calentador de agua. 
□ Revise las líneas de gas y conexiones para detectar 
fugas. 
□  Asegúrese de que la presión de entrada de gas está 
dentro de los límites. 
□ Asegúrese de que el calentador de agua está 
clasificado para el Ɵpo de gas suministrado. 
□ Asegúrese de que la electricidad es suministrada por  

 
 
una fuente de energía de 120 VAC, 60 Hz, y esta en un 
circuito de Ɵerra, y encendido. 
□ Verifique que el controlador de temperatura está 
funcionando correctamente. 
□ Verifique que los interruptores N º 2 y N º 3 en el 
interruptor DIP SW1 son los adecuados para su altura. 
□ Verifique que el sistema funciona correctamente 
mediante conectando su manómetro a la conexión de 
gas de prueba de presión en el calentador de agua. 
Operar todos los aparatos de gas en el hogar o 
establecimientos en fuego alto. La presión de entrada 
de gas en el calentador de agua no debe caer por debajo 
de la que figura en la placa. 
□ Si el calentador de agua no es necesario para su uso 
inmediato, después drene el agua del intercambiador de 
calor. 
□ Instale el panel frontal. 
□ Explicar a los clientes la importancia de no bloquear la 
terminación de venƟlación o entrada de aire. 
□ Explicar al cliente el funcionamiento del calentador de 
agua, las pautas de seguridad, mantenimiento y 
garanơa. 
□ La instalación debe cumplir con los códigos locales o, 
en ausencia de códigos locales, con el Código Nacional 
de Gas CombusƟble, ANSI Z223.1/NFPA 54. Si se instala 
en una casa prefabricada, la instalación debe cumplir 
con la construcción de casas prefabricadas y normas de 
seguridad, Título 24 CFR, Parte 3280. 
□ Deje el manual completo grabado al calentador de 
agua o dar todo el manual directamente al consumidor. 
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Instalación del Control de 
Temperatura 

Ubicación del Controlador. 

Montaje del Controlador 

Medidas y Longitud del Cable 

‐El controlador debe estar fuera del alcance de los 
niños. 
 
‐Evite los lugares donde el controlador puede 
calentarse (cerca del horno o calentador radiante). 
 
‐Evite los lugares con luz solar directa. La pantalla 
digital puede ser diİcil de leer con luz solar directa. 
 
‐Evite los lugares donde podría ser el controlador de 
temperatura salpicado por líquidos. 

Los modelos para interiores Ɵenen su controlador dentro 
del panel frontal. Controles adicionales pueden ser 
instalados. 

El cable para el controlador de temperatura debe ser 
de dos hilos de cable no polarizado con un calibre mí‐
nimo de 22 AWG. La longitud máxima de cada contro‐
lador para el calentador de agua depende del número 
total de controladores con cable conectado al calen‐
tador de agua. 

Numero de 
controladores 
alambricos. 

Distancia Maxima de cable para 
cada controlador al Calentador de 

Agua. 

1 328 Ō (100 m) 

2 164 Ō (50 m) 

3 or 4 65 Ō (20 m) 

Apague el equipo. No intente conectar los 
controladores de temperatura con la alimentación. 
Aunque el controlador es un disposiƟvo de bajo 
voltaje, hay 120 volƟos  de potencia en al lado de  las 
conexiones del controlador de temperatura dentro de 
la unidad. 
No conecte el controlador de temperatura para los 
terminales de 120 V a las válvulas de drenaje opcional 
solenoide. 

     Advertencia 1. Haga tres agujeros en la pared como se describe 

2.Pase el cable entre el controlador y el calentador de agua 
o el controlador y el otro controlador. 
 
3.ReƟre la placa frontal del controlador de temperatura 
con un destornillador. 
 
4.Conecte el cable al controlador de temperatura. 
 
5.Monte el controlador en la pared usando los agujeros 
perforados en el paso 1. 
 
6.Desconecte la alimentación del calentador de agua. 
 
7.Quite la cubierta de plásƟco de la placa y las conexiones 
eléctricas. 
 
8.Pasar el cable por el orificio de acceso en la base de la 
unidad y conecte los cables a los terminales del controlador 
en la parte inferior del lado derecho de la placa. 
 
9.Asegure el cable del controlador con la abrazadera 
provista. 
 
10.Vuelva a colocar la cubierta de plásƟco sobre PCB y 
luego vuelva a colocar la cubierta del calentador de agua. 

Outline of Remote

securing screw

1-21/32"

3-5/16"

securing screw

wiring hole

tornillo para sujeción 

agujero para el 
cableado 

tornillo para sujeción 

TERMINALES DE CONEXIÓN DEL 
CONTROLADOR REMOTO 

CABLE DEL 
CONTROLADOR REMOTO 

ABRAZADERA PARA CABLE 
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Conexión Eléctrica 

El calentador de agua requiere 120 VAC, 60 Hz de un 
circuito a Ɵerra. 
 
Si se uƟliza el cable de alimentación de 5 pies de 
largo, que se conectan a un nivel de 3 puntas de 120 
VAC, 60 Hz la toma de corriente a Ɵerra . 
 
El diagrama de cableado se encuentra en la ficha 
técnica adjunta a la parte interior de la cubierta 
frontal. 
 

     Advertencia 
No uƟlice un cable de extensión ni un adaptador con 
este aparato. 
El calentador de agua debe estar conectado a Ɵerra 
de acuerdo con los códigos y ordenanzas locales o, en 
ausencia de códigos locales, de acuerdo con el Código 
Eléctrico Nacional, ANSI / NFPA No. 70. 
Este calentador de agua está equipado con un 
enchufe estándar de tres patas (a Ɵerra) para su 
protección contra el riesgo de descarga eléctrica y 
debe conectarse directamente a una toma de tres 
patas receptáculo. No corte ni quite el terminal de 
Ɵerra de este enchufe. 

Lista de Verificación para Gas y Electricidad 

□ Una válvula de control de gas manual se coloca en 
la línea de gas al calentador de agua. 
 
□ Revise las líneas de gas y conexiones para detectar 
fugas. 
 
□ Asegúrese de que la presión de entrada de gas está 
dentro de los límites. 
 
□ Asegúrese de que el calentador de agua está 
clasificado para el Ɵpo de gas suministrado. 
 
□ Asegúrese de que la electricidad se suministra a 
parƟr de  fuentes 120VAC, 60 Hz y está en un circuito 
a Ɵerra. 
 
□ Ni un cable de extensión ni un adaptador  se han 
uƟlizado con el calentador de agua. 

Ajuste para la alƟtud 
En el interruptor DIP, establezca los interruptores 2 y 3 a 
los valores indicados en la tabla a conƟnuación para su 
altura. La configuración predeterminada para el aparato 
está 0.000‐2.000 pies (0‐610 m) con interruptores N º 2 y N 
º 3 en la posición OFF. 
Cuando el interruptor DIP está ajustado, no es necesario 
ajustar el valor de presión de gas de gran altura. 

AlƟtud Switch 
No. 2 

Switch 
No. 3 

0‐2000 pies (0‐610 m) OFF OFF 

2001‐5200 pies (610‐1585 m) OFF ON 

5201‐7700 pies (1585‐2347 m) ON OFF 

7701‐10200 pies (2347‐3109 m) ON ON 
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Tamaño de la Tubería de Gas. 
El suministro de gas debe ser capaz de soportar la 
carga total de gas en el lugar. El tamaño de la línea de 
gas se basa en el Ɵpo de gas, la caída de presión en el 
sistema, la presión del gas suministrado, y el Ɵpo de 
línea de gas. El tamaño de la tubería de gas en los Es‐
tados Unidos, véase el Código Nacional de Gas Com‐
busƟble, NFPA 54. La siguiente información se pro‐
porciona como un ejemplo. La adecuada debe ser 
uƟlizada según el código de aplicación. 
1‐Para algunas tablas, se tendrá que calcular los pies 
cúbicos por hora de gas requerido dividiendo la entra‐
da de gas por el poder calorífico del gas (disponible en 
la compañía de gas local). La entrada de gas debe in‐
cluir todos los productos de gas en el lugar y el uso 
máximo de BTU a plena carga, cuando todos los pro‐
ductos de gas están en uso. 
2‐UƟlice la tabla para el Ɵpo de gas y el Ɵpo de tube‐

ría para encontrar el tamaño de la tubería necesaria. 
El tamaño de la tubería debe ser capaz de proporcio‐
nar los pies  cúbicos por hora de gas requeridos o  de 
la BTU / hora necesaria. 
‐Ejemplo: 
El valor calorífico del gas natural para su ubicación es 
de 1000 BTU/FT3. La entrada de gas de la J‐SN199F es 
199,000 BTU / HR. Aparatos adicionales en el lugar 
deben requerir 65.000 BTU / hr. Por lo tanto, los me‐
tros cúbicos por hora = (199.000 + 65.000) / 1000 = 
264 FT3/HR. Si la longitud del tubo es de 10 pies y 
luego el tamaño de la tubería 3 / 4 pulgadas es capaz 
de suministrar 264 FT3/HR de gas natural. 

Entrada de Gas de todos los productos de gas (BTU / HR)  
Valor de calor del Gas (BTU / FT 

3 
) 

Pies cubicos 
por Hora = 
(CFH)  

‐Cualquier compuesto uƟlizado en la unión roscada de 
la tubería de gas deberá ser de un Ɵpo que sea 
resistente a la acción de gas licuado de petróleo 
(propano / GPL). 
La línea de suministro de gas debe estar ajustada, e 
instalada a modo de proporcionar un suministro de 
gas suficiente para saƟsfacer la demanda máxima de 
la calefacción y todos los aparatos de gas que 
consumen otros en el lugar sin pérdida de presión. 
INFORMACIÓN 
En caso de duda consulte por el tamaño del tubo  
aprobado en este manual para el  tamaño de la 
tubería de gas. 

Longitud 
Medida del tubo (pulgadas) 

3/4 1 1 1/4 1 1/2 

10 273 514 1060 1580 

20 188 353 726 1090 

30 151 284 583 873 

40 129 243 499 747 

50 114 215 442 662 

60 104 195 400 600 

70 95 179 368 552 

80 89 167 343 514 

90 83 157 322 482 

100 79 148 304 455 

Tabla de medida de Tubería ‐ Gas Natural  

Interna Presión: menos de  2 psi (55 pulgadas W.C.) 
Caída de Presión : 0.3 pulgadas W.C. 
Gravedad Especifica : 0.60 

Para  Tubería Metálica 40 

Pies Cubicos por Hora 

Longitud  
Medida de la Tubería (pulgadas) 

1/2 3/4 1 1 1/4 

10 291 608 1150 2350 

20 200 418 787 1620 

30 160 336 632 1300 

40 137 287 541 1110 

50 122 255 480 985 

60 110 231 434 892 

80 101 212 400 821 

100 94 197 372 763 

Tabla de medida de tubería ‐ Gas Propano  

Interna Presión: 11.0 pulgadas W.C. 
Caída de Presión : 0.5 pulgadas W.C. 
Gravedad Especifica : 1.50 

Para tubería metálica 40 

Capacidad en Miles de BTU por Hora 
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Instalación del Suplemento de Gas 

DEBE HACER 
‐Una válvula de control de gas manual debe ser 
colocado en la línea de suministro de gas al 
calentador de agua. Una unión puede ser uƟlizada en 
la conexión por encima de la válvula de cierre para el 
servicio futuro o la desconexión de la unidad. 
‐Compruebe el Ɵpo de gas y la presión de entrada de 
gas antes de conectar el calentador de agua. Si el 
calentador de agua no es del Ɵpo de gas que el 
edificio  entrega  NO conecte el calentador de agua. 
Contacte con el distribuidor para la unidad adecuada 
para que coincida con el Ɵpo de gas. 
‐Revise la presión de suministro de gas 
inmediatamente aguas arriba en un lugar 
proporcionado por la compañía de gas. Presión de 
suministro de gas debe estar dentro de los límites 
indicados en la sección de Especificaciones de 
operación con todos los aparatos de gas. 
‐Antes de colocar el aparato en funcionamiento todas 
las juntas entre el calentador  deben aprobar la 
estanqueidad de gas por medio de la solución de 
detector de fugas, agua y jabón o una solución 
equivalente no inflamable, según corresponda. 
(Debido a que algunas soluciones de prueba de fuga, 
incluyendo jabón y agua, pueden causar 
agrietamiento por corrosión o el estrés, la tubería 
deberá ser lavada con agua después de la prueba, a 
menos que se haya determinado que la solución de 
prueba de fugas no es corrosiva.) 
‐Use conectores aprobados para conectar la unidad a 
la línea de gas. Purgar la línea de gas de todos los 
residuos antes de la conexión al calentador de agua. 

Conectar el Calentador de Agua con la fuente de 
Agua 

Conexiones de agua al calentador de agua sin tanque 
debe seguir todos los códigos de plomería locales y 
estatales. 
Si se trata de una instalación estándar, consulte el 
diagrama de tubería para la instalación básica. 
1‐Conecte la  tubería de  suministro de agua al calen‐
tador de agua sin tanque esta en la MNPT conexión 
en la parte inferior de la unidad marcada como" En‐
trada de Agua " 3 / 4 ", que es el suministro de agua 
fría. 
  
2‐Conecte la tubería del suministro de agua caliente 
del edificio con la de  conexión MSPT marcada" Salida 
de agua ", 3 / 4 "que es el suministro de agua caliente. 
 
Si una cubierta de tubería se instalará es necesario 
que los tubos de agua se  ajusten con los  del calenta‐
dor de agua. 
 

Instrucciones Generales 

Lista de Verificación para Tubería 
□ Asegúrese de que las tuberías de agua caliente y 
fría no se cruzan a la unidad y están libres de fugas. 
 
□ Asegúrese de que una válvula de alivio de presión 
se instala con una calificación que supera la entrada 
de BTU del modelo de calentador de agua. Consulte la 
placa de caracterísƟcas en el lado del calentador de 
agua para la entrada de BTU. 
 
□ Limpie el filtro de entrada de agua al cerrar el 
aislamiento de entrada de agua fría y caliente (cierre) 
de válvulas. Poner un cubo debajo del filtro en la 
parte inferior del calentador de agua para recoger el 
agua que está contenida dentro de la unidad.  
 
□Desenroscar el filtro de agua. Enjuagar el filtro para 
eliminar los residuos. Instalar el filtro y abrir las 
válvulas de aislamiento. 
 

1‐Si no está bien informado o calificado para instalar 
las tuberías de gas o conexiones, póngase en contacto 
con un profesional con licencia para instalar el 
suministro de gas. 
2‐Apague la fuente de 120V. 
3‐Apague el gas. 
4‐El gas es inflamable. No fume ni proporcionar otras 
fuentes de ignición mientras se está trabajando con 
gas. 
5‐No encienda el calentador de agua o el gas hasta 
que todos los humos se hayan ido. 

ADVERTENCIA 
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GasSupply

3/4"ColdWaterSupplyLine 3/4" HotWater SupplyLine

Rinnai
WaterHeater

Rinnai
Equipment List

Rinnai
WaterHeaters

RIK-KIT (Optional)
(3/4" Fittings Include:
2Unions, 2BallValves,
2Drain Valves and
1Pressure Relief Valve.)

QTY

1

1

3/4"GasConnection

ForBuildingFixtures

Thisisnotanengineereddrawing,itisintendedonlyasaguideand
notasareplacementforprofessionallyengineeredprojectdrawings.
Thisdrawingisnotintendedtodescribeacomplete system,itisup
tothecontractor/engineertodeterminethenecessarycomponents
forandconfigurationoftheparticularsystembeinginstalled.The
drawingdoesnotimplycompliancewithlocalbuildingcode
requirements.Itistheengineer/contractorresponsiblitytoensure
theinstallationisinaccordancewithalllocalbuildingcodes.Confer
withlocalbuildingofficialsbeforeinstallation. PressureReliefValve

3/4" Ball Valve

3/4" Union

CheckValve

S

PressureRegulator

Circulating Pump

SolenoidValve

BoilerDrainValve

KEY

Calentador de 
agua Rinnai 

 

Conexión de gas de 19 mm (3/4”) 

Suministro de gas 

Línea de suministro de agua fría de 19 mm (¾”) 

Línea de suministro de agua caliente de 19 mm (¾”) 
para artefactos del edificio 

Para artefactos del edificio 

Válvula esférica de 19 mm (¾”) 

Unión de 19 mm (¾”) 

Válvula de retención 

Válvula de alivio de presión 

Regulador de presión 

Bomba de circulación 

Válvula de drenaje de caldera 

Válvula solenoide 

CLAVE DE SÍMBOLOS Este no es un plano de ingeniería, sino que está concebido sólo como guía y no como 
reemplazo de los planos de proyecto realizados por profesionales de la ingeniería. 

Este plano no está desƟnado a describir un sistema completo; es el contraƟsta/ingeniero 
quien determina los componentes necesarios y la configuración del sistema parƟcular que 
se está instalando. El plano no implica conformidad con los requisitos de los códigos 
locales de edificación. Es responsabilidad del ingeniero/contraƟsta asegurar que la in‐
stalación esté de acuerdo con todos los códigos locales de edificación. Antes de la in‐
stalación, consulte con los funcionarios locales de edificación. 

Diagrama de Tubería para Instalación básica 
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Instalación de la Tubería 

‐Una válvula de control manual debe ser colocada en 
la conexión de entrada de agua al calentador de agua 
antes de que se conecte a la línea de agua. Las 
uniones pueden ser uƟlizados tanto en las líneas de 
agua caliente y fría para el mantenimiento futuro y la 
desconexión de la unidad. 
NO HACER 
‐No introducir productos químicos tóxicos como los 
uƟlizados para el tratamiento de agua de la caldera 
para el agua potable uƟlizada para la calefacción. 
 
DEBE HACER 
‐La tubería (incluyendo materiales de soldadura) y los 
componentes conectados a este aparato deben ser 
aprobado para su uso en sistemas de agua potable. 
‐Purgar la línea de agua para eliminar todos los 
residuos y el aire. Escombros pueden dañar el 
calentador de agua. 
‐Si el aparato se puede uƟlizar como una fuente de 
agua potable, no debe estar conectado a un sistema 
que se uƟlizaba anteriormente con un aparato de 
calentamiento de agua no potable. 
‐Asegúrese de que el filtro de agua en el calentador 
de agua está limpio e instalado. 

Requerimientos para la Tubería 

Requerimientos de la Válvula de Alivio de Presión 

Instalar una válvula de alivio de presión de acuerdo 
con estas instrucciones. 
Una válvula de alivio de presión aprobada es 
requerido por la Norma Nacional Americana (ANSI 
Z21.10.3) para todos los sistemas de calentamiento 
de agua, y será accesible para su mantenimiento. 
 
NO HACER 
‐No obstruya la válvula de alivio y no instalar los 
accesorios reductores u otras restricciones en la línea 
de ayuda. La línea de descarga debe permiƟr el 
drenaje completo de la válvula y la línea. 
‐No coloque ningún Ɵpo de válvula o de otro 
disposiƟvo de corte entre la válvula de alivio y el 
calentador de agua. 
 
DEBE HACER 
‐La válvula de alivio debe cumplir con la norma para 
válvulas de alivio y disposiƟvos automáƟcos de cierre 
de gas para suministro de agua caliente ANSI Z21.22 
Sistemas y / o de las válvulas estándar de 
temperatura, presión, temperatura y de alivio de 
presión y válvulas de alivio de vacío, CAN1‐4.4. 
‐La válvula de alivio debe ser nominal de hasta 150 psi 
y por lo menos a la máxima BTU / hr del aparato. 
‐La descarga de la válvula de alivio de presión debe 
ser conducido a la Ɵerra o en un sistema de drenaje 
para prevenir la exposición o posibles riesgos de 
quemaduras para los seres humanos o de otras 
formas de vida vegetal o animal. Siga los códigos 
locales. El agua descargada de la válvula de seguridad 
puede causar quemaduras graves al instante, las 
quemaduras o la muerte. 
‐La válvula de alivio de presión deben ser de 
operación manual una vez al año para comprobar su 
correcto funcionamiento. 
‐La válvula de alivio se debe agregar a la línea de 
salida del agua caliente y cerca de la salida de agua 
caliente de acuerdo a las instrucciones del fabricante. 
‐NO coloque ningún Ɵpo de válvula o de otro 
disposiƟvo de corte entre la válvula de alivio y el 
calentador de agua. 
 

INFORMACION 

‐Si una válvula de alivio se descarga en forma 
periódica, puede ser debido a la expansión térmica en 
un sistema de abastecimiento de agua cerrado. 
Empresa proveedora de agua o un inspector de 
plomería locales le pueden asesorar sobre la manera 
de corregir esta situación. No obstruya la válvula de 
alivio. 
‐La American NaƟonal Standard (ANSI Z21.10.3) no 
requiere una combinación de temperatura y válvula 
de alivio de presión para este aparato. Sin embargo, 
los códigos locales pueden requerir una combinación 
de temperatura y una válvula de alivio de presión. 
 
VALVULAS DE AISLAMIENTO 
Jacuzzi recomienda la instalación de válvulas de 
aislamiento de las tuberías de agua fría y caliente. Las 
válvulas de aislamiento proporcionan la capacidad de 
aislar el calentador de agua de las tuberías de la 
estructura y permiten un acceso rápido para limpiar 
el intercambiador de calor. 
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Instalación de la Trampa del Condensador 

Formación de condensación puede ocurrir en los 
aparatos de alta eficiencia de venƟlación directa. Sin 
un drenaje adecuado de condensación puede dañar el 
intercambiador de calor. 
Para evitar daños condensado siga estas 
instrucciones. 
NO HACER 

‐No permita que el condensado pueda entrar en el 
calentador de agua. 
‐No uƟlice PVC, CPVC, ABS o material galvanizado 
para venƟlar el aparato. 
‐No conecte el tubo de drenaje de condensado 
directamente a la alcantarilla para la lluvia. 
‐No conecte la línea de drenaje de condensado con 
una fuga del evaporador de aire acondicionado.  

DEBE HACER 

‐Use sólo de venƟlación que se aprueba y se idenƟfica 
como aceptable para su modelo parƟcular. 
‐Para terminaciones verƟcales, instalar un drenaje de 
condensado y trampa lo más cerca posible al aparato. 
‐La pendiente de la venƟlación hacia el aparato de 
acuerdo a las instrucciones de los fabricantes de 
venƟlación de la instalación. 
‐Todo el condensado debe drenar y ser eliminados de 
acuerdo con los códigos locales. 
‐Use sólo de PVC o CPVC para la línea de drenaje de 
condensado. 
‐La descarga de condensados (en toda su longitud) 
debe ser al menos el mismo diámetro que el tubo de 
desagüe, (3 / 8 pulgadas NPT). 
‐El final de la descarga de condensados debe estar 
abierto a la atmósfera. No debe estar bajo el agua u 
otras sustancias. 
‐Para minimizar la congelación de los condensados, 
ejecutar la línea de drenaje de condensado a través 
de una pared interior o entre el aislamiento y una 
pared interior. 
‐El colector de condensado debe ser uƟlizado para 
todas las aplicaciones de calefacción central. 
 

Lista de Verificación para la 
VenƟlación y el Condensador. 
□ Verifique espacios adecuados alrededor de los 
orificios de venƟlación y tomas de aire. 
 
□ Asegúrese de que ha uƟlizado los productos de 
venƟlación adecuado para el modelo instalado y que 
se ha ajustado totalmente a las instrucciones de 
instalación del  fabricante  y estas instrucciones de 
instalación del calentador de agua. 
 
□ Verifique que el tubo de venƟlación Ɵene una 
pendiente hacia abajo o de grado en la parte exterior 
de 1 / 4 de pulgada por pie (1,2 °) o si el tubo de 
venƟlación está inclinada hacia el calentador de agua 
(como algunos códigos locales), que es un colector de 
condensado instalado para permiƟr la condensación 
para drenar fuera del calentador de agua a una 
fuente de drenaje adecuado. 
 
□ Verifique que el condensado no se deja escurrir de 
nuevo en el calentador de agua. 
 
□ Verifique que el sistema de venƟlación no exceda la 
longitud máxima para el número de codos usados. 

INFORMACION 

‐Calentadores de agua de la firma Ɵenen un colector 
de condensado integrado. 
‐Una trampa de condensados está disponible, J‐
SV016. 
‐Las regiones de clima frío va a crear más de 
condensado en el sistema de venƟlación. El colector 
de condensado se debe uƟlizar en climas fríos. 
‐La descarga de condensados debe ser lo más breve 
posible y tener un tono descendente. 
 





 

12 J‐S180F/J‐S199F 

Fabricante Producto Telefono Fax Contacto 

Ubbink Rolux Vent System  888‐835‐9320 678‐829‐1666 www.jacuzzi.com/tankless 

Heat‐Fab Saf‐T Vent SC system 

Metal‐Fab Corr/Guard Vent/Air Intake 
System 

800‐772‐0739 

800‐835‐2830 

413‐863‐4803 

316‐943‐2717 

custsvc@heat‐fab.com, 
www.heaƞab.com 

info@mtlfab.com, 
www.metal‐fabinc.com 

Lista de productos de venƟlación probados 

Instalación de la VenƟlación 
Instalar la venƟlación correcta para su modelo de acuerdo a las instrucciones del fabricante de venƟlación y las 
siguientes pautas. 

J‐SN180F, J‐SP180F, J‐SN199F, J‐SP199F 

  Guías para la venƟlación                  
NO HACER 
‐No combinar componentes de diferentes fabricantes 
de venƟlación. 
‐Diámetro de venƟlación no deben ser reducidos. 
‐No conecte el sistema de venƟlación con una 
abertura existente o chimenea. 
‐No venƟle en común con el tubo de venƟlación del 
calentador de agua, con cualquier otro ,o un 
electrodomésƟco. 
DEBE HACER 
‐Este calentador de agua es un calentador de agua de 
venƟlación directa y por lo tanto, está cerƟficado y listo con 
el sistema de venƟlación. Debe uƟlizar los componentes de 
venƟlación que estén cerƟficados y que figuran en el 
modelo de calentador de agua. 
‐El sistema de venƟlación debe tener salida directa al 
exterior del edificio y el uso de aire externo para la 
combusƟón. 
‐Evitar caídas o huecos en tramos horizontales de la 
venƟlación mediante la instalación de acuerdo con las 
instrucciones del fabricante de venƟlación. 
‐Soporte horizontal para la VenƟlación se ejecuta cada 
cuatro pies y todos los verƟcales de venƟlación que sale 
cada seis pies o de acuerdo con los códigos locales. 
‐Esta venƟlación  debe ser lo más directa posible con un 
número mínimo de accesorios de tubería. 
‐Conexiones de venƟlación deben estar firmemente 
apretadas de manera que las juntas deben  formar un sello 
herméƟco. 
 

La pieza de venƟlación conectado al calentador de 
agua debe ser asegurada con un tornillo 
autorroscante. 

INFORMACION 
‐Consulte las instrucciones del fabricante del sistema 
de venƟlación para las instrucciones de montaje de 
componentes. 
‐Si el sistema de venƟlación debe ser cerrado, se 
sugiere que el diseño del recinto deba permiƟr la 
inspección del sistema de venƟlación. El diseño del 
recinto, se considerará aceptable por el instalador o al 
inspector local. 

ADVERTENCIA 

Si es necesario  acceder a un sistema de venƟlación 
cerrado por mantenimiento o reparación, Jacuzzi no 
es responsable por cualquier costo o dificultad para 
acceder al sistema de venƟlación. La garanơa no 
cubre la obtención de acceso a un sistema de 
venƟlación en un ambiente cerrado  
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Montaje de Pared 

Soporte de 
instalación de 

pared 

1‐IdenƟficar la ubicación de instalación y confirme 
que la instalación cumplirá con todas las distancias 
necesarias. 
2‐Fije el calentador de agua a la pared con cualquiera 
de los agujeros en los soportes de montaje en la 
pared que se encuentran en la parte superior e 
inferior del calentador de agua. Asegúrese de que la 
fuerza de unión es suficiente para soportar el peso. 
Se refieren al peso del calentador de agua en la 
sección Especificaciones. 
 
NOTA: El calentador de agua debe instalarse en 
posición verƟcal. No instale al revés o de lado. 

Lista de Verificación para ver la loca‐
lización de la Instalación 
□ El calentador de agua no está expuesta a 
compuestos corrosivos en el aire. 
 
□ La ubicación del calentador de agua cumple 
con las distancias. 
 
□ La ventilación prevista no exceda la longitud 
máxima para el número de codos usados. 
 
□ La ventilación prevista de terminación / 
ubicación de la toma de aire cumple con las 
distancias. 
 
□ El suministro de agua no contiene productos 
químicos o superar la dureza total que puede 
dañar el intercambiador de calor. 
 
□ Un estándar de 3 puntas de 120 VAC, 60 Hz la 
toma de corriente a tierra o de otro tipo 120 VAC, 
60 Hz fuente están disponible. 
 
□ Verifique que el interruptor n º 1 en el 
interruptor DIP SW1 ha sido ajustado para la 
longitud de la ventilación si es necesario. 
Consulte la sección sobre la longitud de la 
ventilación máxima. 
 
□ La instalación debe cumplir con los códigos 
locales o, en ausencia de códigos locales, con el 
Código Nacional de Gas Combustible, ANSI 
Z223.1/NFPA 54. Si se instala en una casa 
prefabricada, la instalación debe cumplir con la 
construcción de casas prefabricadas y normas 
de seguridad, Título 24 CFR, Parte 3280. 

Quitar el Panel Frontal 
1‐Presione la parte superior e inferior de cada lado de 
la cubierta y Ɵre de la cubierta lateral del producto. 
 
2‐ReƟre los 4 tornillos que sujetan el panel del calen‐
tador de agua. 
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Protección contra la congelación 
‐Asegúrese de que en caso de ola de frío que el 
calentador de agua y sus tuberías de agua están 
protegidos para evitar la congelación. Los daños 
debidos a la congelación no están cubiertos por la 
garanơa. 
‐La pérdida de la protección contra la congelación 
puede causar daños a las aguas dado por una 
explosión del intercambiador de calor o  de las líneas 
de agua. 
Con la energía eléctrica suministrada, el calentador de 
agua no se congela cuando la temperatura exterior es 
tan fría como ‐22 ° F (‐30 ° C) para los modelos de 
interiores y es tan frío como ‐4 ° F (‐20 ° C) para los 
modelos al aire libre, protegido de la exposición al 
viento directo . Debido al efecto "sensación térmica", 
cualquier viento o circulación del aire en la unidad 
reducirá su capacidad de  protección contra la 
congelación. 
‐La unidad puede ser drenada de forma manual. Sin 
embargo, se recomienda que: 
 *El drenaje de las válvulas  solenoide que están 
instaladas  drenan automáƟcamente la unidad si se 
pierde la energía. Estos están disponibles en un kit, J‐
A105. 
 *Un protector contra sobretensiones con las 
terminales está instalado que permite que las válvulas 
de solenoide puedan operar si la unidad está 
desacƟvada debido a un código de diagnósƟco. Esto 
está disponible como J‐A106. 
 
‐Además, las válvulas de solenoide deben estar 
conectados eléctricamente a un protector contra 
sobretensiones con terminales. Esto permite que las 
válvulas de solenoide  funcionen si el calentador de 
agua está deshabilitado debido a un código de 
diagnósƟco. 
‐Las caracterísƟcas de protección contra la 
congelación no impedirán que la tubería externa se 
congele. Se recomienda que las tuberías de agua 
caliente y fría estén aisladas. Recintos de tubería 
cubierta pueden estar repletas de aislamiento para 
protección contra la congelación. 
‐En el caso de un corte de energía a temperaturas 
bajo cero el calentador de agua debe ser drenado de 
toda el agua para evitar daños por congelación. 
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24"

V

Asegurar si los códigos locales susƟtuyen estas distancias. 

• Evite los lugares cerca de la terminación del respiradero del secador.. 

• Evite los lugares cerca de la terminación de una cocina comercial. 

60"

V

V

(1.52 m) entre 
terminales a 
diferente nivel 

12"

12"

36"

INSIDE
CORNER

VV

(0.91 m) Para soffit 
venƟlados y no venƟlidados; 
respiradero hacia una 
terraza o a una entrada. 

(0.30 m ) A la 
esquina 
interior 

(0.30 m) entre 
terminales al 
mismo nivel. 

(0.61 m) de la pared . 

 

(0.30 m) entre 
terminales al mismo 
nivel. 

12"

VV

(1.52 m) VerƟcalmente entre 
terminales 

V

60"

V

Medidas adicionales 

ÁNGULO 
INTERIOR 
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Preparase para la Instalación 

Partes Incluidas 

Herramientas requeridas 

Materiales necesarios 

Debe seguir las instrucciones de instalación y  de los 
cuidados y mantenimiento de una ingesta adecuada 
de aire de combusƟón y escape. 
 
INFORMACIÓN 
 
Si un calentador de agua se instala en un sistema de 
abastecimiento de agua cerrado, como una de ellas 
con una válvula anƟ retorno en la línea de suministro 
de agua fría, se proveerán medios para controlar la 
expansión térmica. Empresa proveedora de agua o un 
inspector de plomería le asisƟrán en la forma de 
controlar la expansión térmica. 
En caso de sobrecalentamiento o para cerrar el 
suministro de gas , cierre la válvula del gas de control 
manual del aparato. 
Mantenga el lugar de entrada de aire libre de 
productos químicos como el cloro o lejos de los  que 
producen  humos. Estos gases pueden dañar los 
componentes y reducir la vida úƟl de su aparato. 
 

• Calentador de Agua sin tanque 

• Llave de cañería (2) 

• Alicate 

• Desatornillador (2) 

• Cortadora de Alambre 

• Guantes 

• Anteojos de Seguridad. 

Herramientas que podría necesitar 
• MarƟllo perforador 

para concreto 

• Sierra 

• Maquina roscadora y 
engrasador 

• Perforadora con punta de 

diamante 

• Conjunto de antorchas. 

• Cortadora de Tubo de  
Cobre 

• Cortadora tubo de 
acero 

Materiales que podría necesitar 

• Solución de jabón 

• VenƟlación Apropiada 

• Cinta de Teflón 
(recomendado). O 
compuesto para tuberías. 

• Cinta para Calor 

• Aislamiento para 
Tuberías 

• Cable y conducto 
eléctrico de acuerdo al 
código local 

• Rejilla aire de entrada 

• Anclajes para concreto 

• Cubierta para el tubo 
opcional. 

• Controlador de 
temperatura opcional. 

• 5/8” ID PVC Tubo 
flexible 

• 2 conductores 22 AWG 
cable del controlador 

• Caja eléctrica única 

• Tuercas para alambre 

• Uniones y válvulas para 
drenaje. 
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Un profesional con licencia debe instalar el aparato, 
quien compruebe la unidad y verifique que no Ɵene  
fugas antes de su uso. La garanơa será anulada 
debido a una instalación inadecuada. 
El instalador debe tener habilidades tales como: 
conectar las líneas de gas, tuberías de agua, válvulas, 
electricidad,  tamaño del gas  
Conocimiento de los códigos nacionales, estatales,  
locales aplicables. 
La instalación de venƟlación a través de una pared o 
techo 
Si carecen de estas habilidades póngase en contacto 
con un profesional autorizado. 

Instrucciones de Instalación 

Pasos para la Instalación 
Preparación de la instalación     5 
Determinar la ubicación de la instalación   6 
Lista de verificación para determinar la  
ubicación de instalación      11 
De montaje para pared       11 
ReƟre el panel frontal       11 
La instalación de venƟlación      12 
La instalación de trampa de condensados   14 
Lista de Verificación para la venƟlación y el   
de condensado        14 
Instalación de fontanería     15 
Lista de verificación para fontanería    17 
La instalación de suministro de gas    17 
Conectar la electricidad       19 
Ajuste de AlƟtud        19 
Lista de verificación para Gas y Electricidad   19 
La instalación del controlador de  
Temperatura        20 
Lista de Verificación final     21 

Instrucciones Generales Calificaciones del Instalador 
NO HACER 

No instale el aparato en exteriores. 
No instale el aparato en un área donde las fugas de 
agua de la unidad o las conexiones pueda producir 
daños en el área adyacente al aparato o en los pisos 
bajos de la estructura. Cuando estos lugares no se 
pueden evitar, se recomienda  una bandeja de 
drenaje adecuado, convenientemente seca y que se 
instalarán en el aparato. La bandeja no debe restringir 
el flujo de aire de combusƟón. 
No obstruya el flujo de aire para combusƟón y 
venƟlación. El aire de combusƟón no será 
suministrada desde los espacios ocupados. 
No uƟlice este aparato en una aplicación como un 
calentador de piscina o spa que uƟliza agua tratada 
químicamente. (Este aparato es adecuado para el 
llenado de grandes bañeras de hidromasaje o jacuzzi 
con agua potable.) 
No uƟlice piezas de reemplazo que no están 
autorizados para este aparato. 
 
SE DEBE HACER 

La instalación debe cumplir con los códigos locales o, 
en ausencia de códigos locales, con el Código 
Nacional de Gas CombusƟble, ANSI Z223.1/NFPA 54. 
Si se instala en una casa prefabricada, la instalación 
debe cumplir con la construcción de casas 
prefabricadas y normas de seguridad, Título 24 CFR, 
Parte 3280. 
El aparato, una vez instalado, debe estar conectado a 
Ɵerra de acuerdo con los códigos locales o, en 
ausencia de códigos locales, con el Código Eléctrico 
Nacional, ANSI / NFPA 70. 
El aparato y su válvula principal de aparato de gas  
debe ser desconectado del sistema de tuberías de 
suministro de gas durante cualquier prueba de 
presión del sistema a presiones de prueba de más de 
1 / 2 psi (3,5 kipá) (13.84 en el WC). 
El aparato se debe aislar del sistema de tuberías de 
suministro de gas cerrando su válvula de cierre 
manual durante las pruebas de presión del sistema de 
tuberías de suministro de gas a una presión de prueba 
igual o inferior a 1 / 2 psi (3,5 kipá) (13.84 en el WC). 
 
 

Tipo de Instalación 
• Para instalación en aplicaciones residenciales y 

comerciales.   

• CerƟficado para instalar en Casas Manufacturadas 
(Móviles). 
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  PracƟcas de Seguridad para el consumidor e instalador 

Para protegerse de los daños, antes de realizar el 
mantenimiento: 
Apague el suministro de energía eléctrica, desconecte 
el cable de alimentación o desacƟvando la electricidad 
en el interruptor. (El controlador de temperatura no 
controla la energía eléctrica). 
Apague el gas en la válvula manual de gas, que 
normalmente se encuentra inmediatamente por 
debajo del calentador de agua. 
Apague el suministro de agua entrante. Esto se puede 
hacer en la válvula de aislamiento inmediatamente 
por debajo del calentador de agua o apagando el 
suministro de agua al edificio. 
Antes de operar, huela el gas en todo el área de 
electrodomésƟcos . Asegúrese de oler cerca del suelo, 
el gas es más pesado que el aire y se acumula en el 
suelo. 
UƟlice únicamente la mano para empujar o girar la 
perilla de control de gas. Nunca uƟlice herramientas. 
Si el botón no presiona o gira a mano, no trate de 
repararlo, llame a un profesional con licencia.  La 
reparación forzada o su intento pueden resultar en un 
incendio o una explosión. 
Mantenga el área alrededor del aparato clara y libre 
de materiales combusƟbles, gasolina y otros vapores y 
líquidos inflamables. 
Cualquier alteración en el aparato o sus controles 
puede ser peligroso y anulará la garanơa. 

 

Compruebe siempre la temperatura del agua antes de 
entrar en una ducha o baño. 

 
No uƟlice este aparato si alguna pieza ha estado bajo 
el agua. Llamar inmediatamente a un profesional 
autorizado para que inspeccione el aparato y cambie 
cualquier pieza del sistema de control y de control de 
gas que ha estado bajo el agua. 

 
No uƟlice materiales de susƟtución. UƟlice 
únicamente piezas cerƟficadas con el aparato. 
Construcción combusƟble se refiere a las paredes 
adyacentes y el techo y no deben ser confundidos con 
productos combusƟbles o inflamables y materiales. 
CombusƟbles y / o productos inflamables y materiales 
nunca deben almacenarse en las cercanías de este o 
cualquier otro aparato de gas. 
No ajuste el interruptor DIP a menos que se le 
indique. 
En caso de sobrecalentamiento o para cerrar el 
suministro de gas , cierre la válvula de gas de control 
manual del aparato. 
No uƟlice un cable de extensión ni un adaptador con 
este aparato. 

 

RIESGO DE  QUEMADURAS. El escape y venƟlación 
puede causar quemaduras graves. Manténgase  
alejado de la unidad del calentador de agua. 
Mantenga a los niños pequeños y animales lejos de la 
unidad. 
Las tuberías de salida de agua Caliente que sale de la 
unidad puede estar caliente al tacto. En aplicaciones 

residenciales, el aislamiento debe ser uƟlizado para 
tuberías de agua caliente por debajo de 36 "debido al  
riesgo de quemaduras para los niños. 
 

La ley de California requiere que este aviso se deben proporcionar: 
Proposición 65 de California Las listas de sustancias químicas deben ser conocidas en el estado causantes de  
cáncer, defectos de nacimiento, muerte, enfermedad grave u otros daños reproducƟvos. Este producto puede 
contener estas sustancias, sea su origen a parƟr de la combusƟón de combusƟbles (gas, petróleo) o los 
componentes de este producto. 

PRECAUCION 

ADVERTENCIA 





—No almacene ni uǝlice gasolina u otros vapores y líquidos inƅamables en las cercanías de este o cualquier 
otro aparato. 
π ¿QUÉ HACER SI HUELE A GAS 
No trate de encender ningún aparato. 
No toque ningún interruptor eléctrico y no uǝlice ningún teléfono en su ediŬcio. 
Llame inmediatamente a su proveedor de gas desde el teléfono de un vecino. Siga las instrucciones del 
proveedor de gas. 
Si no puede comunicarse con su proveedor de gas, llame a los bomberos. 
π Instalación y mantenimiento deben ser realizados por un profesional licenciado. 
. 

Todo el manual se debe dejar para el consumidor. El consumidor debe leer y 
Consulte este manual para un correcto funcionamiento y para mantener el calentador de agua. 

Calentador de agua de Venǝlación directa  
 sin tanque  

Manual de Instalación y Operación 

ANS Z21.10.3   CSA 4.3 

Si la información contenida en estas instrucciones no se siguen con exacǝtud, un incendio o 
una explosión puede ocasionar daños en la propiedad, lesiones personales o la muerte. 

Lea este Manual 
Este manual proporciona información sobre la instalación, operación y mantenimiento del calentador de agua. Para un 
correcto funcionamiento y la seguridad, es importante seguir las instrucciones y cumplir con las precauciones de 
seguridad. 
Las instrucciones sobre la correcta instalación y el mantenimiento regular del calentador de agua se deben seguir para 
operar adecuadamente el calentador de agua y para mantener la garanǟa. 
Lea todas las instrucciones antes de instalar o hacer funcionar el calentador de agua. 

Series de Calentadores de Agua sin tanque 

JπSN180F 
JπSP180F 
JπSN199F 
JπSP199F 

ADVERTENCIA 

060 00012 34364 9

J-S180F

J-S199F

U287-3188(00)




